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Attention:     Mr. Michael Masterson 
 
Subject:        Limited Soil and Groundwater Investigation Along Fuel Pipeline 

SDSU Mission Valley 
San Diego, California 

 
Dear Mr. Masterson, 

 

Group  Delta  Consultants  (Group  Delta)  is  submitting  this  supplemental  environmental 

investigation  report  to  summarize a  limited soil and groundwater  investigation near a known 

high‐pressure  fuel  pipeline  to  screen  for  potential  soil  and  groundwater  contamination 

associated with any pipeline leakage in support of the proposed development at the San Diego 

State University (SDSU) Mission Valley campus (Site).  Group Delta prepared this report per our 

Additional  Service Request No. 1 dated April 1, 2019, and under the Agreement for Consultant 

Services dated January 23, 2019, and subsequent authorization dated April 17, 2019.   

 

1.0  BACKGROUND 
 
1.1  Site Description and Investigation Approach   
 
The Site is the location of the SDCCU football stadium (formerly known as Qualcomm Stadium).  
The Site is bordered by Friars Road and San Diego Mission Road to the north, Murphy Canyon 
Creek and I‐15 to the east, the San Diego River and I‐8 to the south, and commercial development 
to  the west.    The  Site  location  is  shown  in  Figure  1.    The  football  stadium  is  surrounded  by 
extensive parking, and the grade at the Site slopes steeply from north to south.  There is a trolley 
track and station at the southern end of the Site which connects to the SDSU campus.  The trolley 
is operated by  the San Diego Metropolitan Transit  (MTS).   The Kinder Morgan Mission Valley 
Terminal  site  (GeoTracker  ID  No.  SL607392800)  is  located  adjacent  to  the  property  in  the 
northeast corner.  Kinder Morgan Energy Partners, L.P. (Kinder Morgan) previously referred to 
the SDCCU stadium site as the “off‐Terminal area”.   
 
The proposed redevelopment includes a new stadium, along with a campus expansion, tailgate 
park, hotel and conference center, student housing, and park space.  The layout of the proposed 
redevelopment project is shown in Figure 2. 
 
Kinder Morgan operates a 10‐inch steel, high‐pressure fuel pipeline that runs along the eastern 
property boundary.  The pipeline depth varies between 3 and 8 feet below ground surface (bgs) 
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along the eastern boundary of the Site and deepens to 16 feet bgs to cross under the Murphy 
Canyon Creek.   According  to  information  gathered by  the  SDSU Mission Valley project  team, 
impacted soil was previously encountered during installation of a transformer serving the trolley 
in  the  southeast  corner of  the property boundary.   Although no environmental  records were 
available to confirm it.   
 
A previous environmental and geotechnical investigation was completed at the Site in February 
and March 2019 by Group Delta; however, environmental samples were not collected near the 
Kinder  Morgan  pipeline  (Group  Delta,  2019a).    A  limited  supplemental  environmental 
investigation was  conducted on April  30, 2019, along and  south of  the pipeline  to  screen  for 
potential  soil  and  groundwater  contamination  associated with  any  leakage  in  support  of  the 
proposed  development  at  the  Site.    The  investigation  extended  south  of  the  pipeline  to  the 
transformer area.  The fuel pipeline and limits of the investigation is shown in Figure 3. 
 
1.2  Regional Geology 
   
The Site is located within the Peninsular Ranges geomorphic province of southern California.  This 
province stretches from the Los Angeles basin to the tip of Baja California.  It is characterized as 
a series of northwest trending mountain ranges separated by subparallel fault zones.  The Site is 
located within the coastal plain transected by the west‐flowing San Diego River drainage known 
as Mission Valley, and it is underlain at depth by Eocene‐age sedimentary deposits mapped as 
the Friars Formation.  
 
The Friars Formation consists of six intertonguing, depositionally time‐equivalent facies ranging 
from deep‐marine, fine‐grained siltstone and claystone to the southwest; to continental, coarse‐
grained sandstone and conglomerate to the northeast. The Friars Formation are nonmarine and 
near‐shore  deposits  of  lagoonal  sandstone,  siltstone,  and  claystone.  The  Friars  Formation  is 
found  in  Mission  Valley  at  elevations  below  approximately  160  feet.  Regionally,  the  Friars 
Formation dips gently to the southwest between 3 and 5 degrees. 
 
Thick deposits of poorly consolidated, mostly granular alluvium associated with the San Diego 
River  and Murphy Creek drainages,  local  deposits  of  slopewash and  colluvium,  and  relatively 
shallow fill soils associated with the original stadium construction overlies the Friars Formation. 

1.3  Site Geology 

Based  on  a  previous  Group Delta’s  geotechnical  investigation  conducted  at  the  Site,  the  soil 
underlying the Site  is generally composed of  fine to coarse‐grained silty and clayey sand with 
various amounts of gravel and cobbles, with thin layers of interbedded silt and lean clay down to 
the sample depth of approximately 15 feet bgs.  Group Delta’s geotechnical investigation report 
describes the Site geology in more detail.   Boring logs with detailed lithologic descriptions are 
provided in the referenced report (Group Delta, 2019b). 
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1.4  Groundwater  
 
Groundwater was encountered in the subsurface explorations completed during the current and 
previous environmental and geotechnical investigation conducted by Group Delta at the Site. In 
general, groundwater was encountered at elevations of 47 to 49 feet along the northern portion 
of the site and elevations of 37 to 40 feet  in the southwest portion of the Site.   The depth to 
groundwater varied significantly from approximately 7 to 40 feet bgs.   
 
1.5  Prior Environmental Site Remediation Activities  
 
The SDSU Mission Valley site is located adjacent to the Kinder Morgan Terminal property, which 
was a source of fuel hydrocarbons to soil and groundwater at both properties.  Floating separate‐
phase product or light non‐aqueous phase liquid (LNAPL) was observed within the northeastern 
portion of the SDSU Mission Valley site at one time.   Dissolved benzene concentrations up to 
29,000 micrograms per liter (µg/l) were previously measured in groundwater at the site (in well 
R‐9).  The dissolved fuel hydrocarbon plume extended across the site from north to south in a 
hydraulically downgradient direction. 
 
Under oversight by the San Diego Regional Water Quality Control Board (RWQCB), Kinder Morgan 
conducted soil and groundwater remediation at both properties.  The approved remedy included 
groundwater and soil vapor extraction (SVE).  Groundwater extraction depressed the water table, 
exposing fuel hydrocarbons for removal by SVE.  In addition, a limited soil removal action was 
conducted in 2010 within the LNAPL source area using large diameter augers.  Active remediation 
was  completed  at  the  SDSU Mission Valley  site  in  2014,  and post‐remediation monitoring  of 
groundwater  and SVE  continued until August 2015.    The RWQCB approved  terminating post‐
remediation monitoring, although a No Further Action case closure letter has not yet been issued 
for the SDSU Mission Valley site.  The monitoring and remediation wells were left in place at the 
site and have not yet been abandoned.  In January 2019, the RWQCB also approved the shutdown 
of  the  groundwater  extraction  and  treatment  system  at  the  Kinder Morgan  Terminal.  Post‐
remediation monitoring is ongoing at the Kinder Morgan Terminal (Geotracker Database; State 
Water Resources Control Board, 2019). 
 
2.0  FIELD ACTIVITIES   
 
The limited environmental field investigation consisted of direct‐push boring advancement for 
collection  of  soil  and  groundwater  samples  along  and  south  of  the  fuel  pipeline.    The  field 
activities were completed between March 22 and 30, 2019.  The field activities are summarized 
below. 
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2.1  Pre‐Field Activities 
 
Prior  to  conducting  the  investigation,  an  initial  site  reconnaissance was  conducted  to  ensure 
accessibility and safety of the proposed sampling locations.  A site‐specific health and safety plan 
(HASP) was prepared in accordance with Occupational Safety and Health Administration (OSHA) 
standards for hazardous waste operations (29 CFR § 1910.120) and to establish general health 
and  safety  protocols  for  personnel.    The  site‐specific  HASP  was  made  available  to  the  field 
personnel and signed during tailgate meetings prior to starting the fieldwork.   
 
A boring permit  for  soil  and groundwater  sampling was acquired  from  the San Diego County 
Department of  Environmental Health  (DEH).    The DEH‐approved boring permit  is  provided  in 
Appendix A.   
 
The locations of the borings were marked with white paint.  Underground Service Alert (USA) of 
Southern California was notified at least 48 hours prior to commencement of field activities to 
confirm the absence of subsurface utilities at each boring location.    In addition, a geophysical 
survey was conducted prior to drilling to identify subsurface piping, obstructions, or anomalies 
at the proposed boring locations and relocate as necessary.  The drilling locations were accessible 
within the asphalt parking lot.  Due to the proximity of the high‐pressure jet fuel pipeline, a Kinder 
Morgan field representative was notified and was present on‐site during sampling operations. 
 
2.2  Field Investigation 
 
Soil and groundwater sampling was performed on April 30, 2019, within the southeast quadrant 
of  the  Site.    Five  soil  and  groundwater  sampling  locations  were  completed  including  three 
locations  at  400‐foot  intervals  at  a  horizontal  distance  of  7  feet  to  the  west  of  the  existing 
pipeline. The investigation extended south of the south end of the pipeline at 200‐foot intervals 
towards the MTS utility structure.  The five borings were named as FP‐1 through FP‐5.  Soil and 
groundwater sampling boring locations are presented in Figure 3. 
 
Group Delta  retained Millennium Environmental,  Inc.  (Millennium)   of Anaheim, California  to 
advance  the  five  boring  locations.   Millennium  used  a  direct‐push  drill  rig with  a  percussion 
hammer to drive a 3‐inch‐diameter hollow steel rod lined with a plastic acetate sleeve into the 
ground.  As  the  rod  was  advanced  into  the  ground,  soil  filled  the  acetate  sleeve  for  sample 
collection.  A new acetate liner was used at each boring location. The borings were advanced to 
the total depths ranging from 10 to 15 feet bgs depending on the depth to groundwater.  One 
soil sample was collected from each boring location at depths ranging from 7 to 10 feet bgs.     
 
Lithology was logged using soil samples collected during drilling per the Unified Soil Classification 
System  (USCS).    A  calibrated  photoionization  detector  (PID)  was  used  to  collect  headspace 
readings from the soil samples.  The soil samples were screened for evidence of contamination 
including PID  readings, hydrocarbon odor,  and  staining.   A  summary of  the observations  and 
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general  soil  conditions  for  each  boring were  recorded.  The  soil  samples were  transferred  to 
sampling  containers provided by  the  laboratory.    Terra Cores® were used  for  volatile organic 
compounds (VOCs) sample collection.  Samples were properly labeled and placed on ice within a 
box cooler.   
 
Groundwater samples were collected by driving a Hydropunch™ sampling device approximately 
5 feet below the water table. The groundwater was encountered at depths ranging between 8 
and 13 feet bgs.  At depth, the rods were pulled up approximately 4 feet, which retracted the 
outer protective sleeve of the Hydropunch™ sampler, exposing a disposable polyvinyl chloride 
(PVC)  screen 4  ft  in  length.   The screen was allowed  to  fill with water until equilibration was 
achieved.      A  peristaltic  pump  with  dedicated  tubing  was  used  to  collect  grab  groundwater 
samples using the laboratory‐supplied containers.  Samples were labeled with the well ID, time, 
and date of sample collection and placed on ice in the box cooler.  One laboratory‐prepared trip 
blank sample was transported with the box cooler. Chain‐of‐custody forms were completed and 
samples were transported on ice to the environmental testing laboratory.  Upon completion of 
sampling, the sampler was removed and borings were backfilled with hydrated bentonite and 
patched with cement mixture matching the existing surface.  
 
2.3  Investigation Derived Waste 
 
Investigation  derived  waste  (IDW)  including  drilling  spoils  and  decontamination  water  were 
stored  in  labeled Department of  Transportation  (DOT)‐approved 55‐gallon drums  at  a  secure 
location at the Site.  The minimal amount of waste derived from the field investigations will be 
disposed  at  an  appropriate  waste  disposal  facility  in  accordance  with  State  and  Federal 
regulations. 
 
3.0   LABORATORY ANALYSIS 
 
The  soil  and groundwater  samples were  transported  to Eurofins Calscience  in Garden Grove, 
California,  a  laboratory  certified  by  the  State  Water  Resources  Control  Board’s  (SWRCB) 
Environmental Laboratory Accreditation Program (ELAP) for analysis.   
 
3.1  Laboratory Methods 
 
Soil and groundwater samples were analyzed for the following constituents: 

 Total petroleum hydrocarbon (TPH) carbon chain analysis for gasoline range organics 
(GRO) and diesel range organics (DRO) by Environmental Protection Agency (EPA) Test 
Method 8015B Modified, and; 

 VOCs by EPA Test Method 8260B. 
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The TPH carbon chain analysis included hydrocarbon ranges broader than typically found in jet 
fuel.    Laboratory  analytical  results  are  included  as  Appendix  B.    Soil  analytical  results  are 
summarized in Tables 1 and 2.   Groundwater analytical results are summarized in Tables 3 and 4.   

3.2  Quality Assurance/Quality Control 
 
To assess for potential cross‐contamination of soil and groundwater samples during collection, 
handling, preparation, packing, and/or analyses, and thereby ensure reliability of the analytical 
data,  quality  assurance/quality  control  (QA/QC)  procedures  were  implemented.    Trip  blank 
sampling procedures were  followed  in  the  field during groundwater  sampling as described  in 
Section  2.2.    A  data  quality  analysis  for  soil  and  groundwater  analytical  data  is  provided  in 
Section 5.3.   Eurofins Calscience analyzed  the soil and groundwater samples  following QA/QC 
requirements prescribed in each method including initial and continuing calibration verification, 
QC  reference  standards, method  blanks,  laboratory  control  samples  (LCS),  laboratory  control 
sample duplicates (LCSD), matrix spike (MS) samples, and matrix spike duplicates (MSD). 
 
4.0  RESULTS & DISCUSSION 

The following section provides a summary of the field and analytical results associated with the 
jet fuel pipeline investigation.   

4.1  Field Observations 

4.1.1  Headspace Measurements and Field Evidence of Impacted Soils 

VOC concentrations in the soil were screened using a calibrated MiniRAE® 2000 hand‐held PID. 
Headspace  measurements  were  obtained  by  placing  homogenized  soil  samples  into  plastic 
sealable bags. The bags were allowed to sit in the sun for a minimum of ten minutes to allow 
volatilization of VOCs  if present. VOC concentrations were measured  in  the headspace of  the 

plastic bag and recorded in the field notes.  The headspace measurements recorded in the field 
were 0.0 parts per million (ppm) from ground surface to the total depth between 10 and 16 feet 
bgs  for  Borings  FP1  through  FP5.    In  addition,  no  field  evidence  of  VOC‐impacted  soils  was 
observed based on hydrocarbon odor or staining.    

5.1  Soil Analytical Results 

A total of five soil samples collected between 7 and 10 feet bgs were analyzed for TPH by EPA 
Method 8015B Modified and VOCs by EPA Method 8260B.   TPH and VOCs results  for  the soil 
samples are provided in Tables 1 and 2, respectively.   

Detected  chemical  concentrations  were  compared  against  residential  soil  screening  levels 
established by the California Department of Toxic Substances Control (DTSC) and EPA.  DTSC soil 
screening levels (SLs) are identified in HHRA Note 3, which was last update in April 2019 (DTSC, 
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2019).  EPA soil regional screening levels (RSLs) were last updated in November 2018 (EPA, 2018).  
Detected  chemical  concentrations  were  compared  against  the  lower  of  the  DTSC  and  EPA 
residential soil screening levels as a conservative approach for protection of human health at the 
site. 

5.1.1  TPH  

A total of five soil samples were analyzed for TPH‐GRO by EPA Method 8015B Modified as shown 
in Table 1 including a hydrocarbon range of C4‐C12.  TPH‐GRO was not detected in any of the soil 
samples.   

A total of five soil samples were analyzed for TPH‐DRO by EPA Method 8015B Modified as shown 
in Table 1 including a hydrocarbon range of C13‐C22.  TPH‐DRO was detected in three of the five 
soil samples (60% frequency) at concentrations ranging from 1.4 to 4.8 milligrams per kilogram 
(mg/kg).  Although not included in the TPH‐DRO concentration reported by the laboratory, some 
fuel  hydrocarbons  between  C23  and  C28  were  additionally  detected  in  one  of  the  five  soil 
samples (20% frequency) as shown in Table 1. 

There are no residential screening levels specifically for TPH‐GRO and DRO.  However, EPA has 
residential RSLs for TPH aromatics and aliphatics.   TPH‐GRO and DRO hydrocarbon ranges will 
contain  low  to medium  range  aromatics  and  aliphatics, which  have  RSLs  ranging  from  82  to 
520 mg/kg.  The detected TPH‐DRO concentrations in soil at the site are below the entire range 
of EPA RSLs  for  low to medium aromatic and aliphatic hydrocarbons.   The detected TPH‐DRO 
concentrations are additionally below the 100 mg/kg threshold referenced in the State Water 
Resources Control Board  (SWRCB) Low Threat Underground Storage Tank Case Closure Policy 
(SWRCB, 2012). 

5.1.2  VOCs 

A total of five soil samples were analyzed for 71 VOCs and fuel oxygenates by EPA Method 8260B 
as  shown  in  Table  2.    Acetone  was  the  only  VOC  detection  in  one  of  five  soil  samples 
(20% frequency) at a concentration of 0.046 mg/kg, which is below the EPA residential RSL of 
61,000 mg/kg.  No other VOCs were detected in the soil samples.   

5.2  Groundwater Analytical Results 

Groundwater was gauged and sampled at the five boring locations.  The groundwater samples 
were analyzed for TPH by EPA Method 8015B Modified and VOCs by EPA Method 8260B.  TPH 
and VOCs results for the groundwater samples are provided in Tables 3 and 4, respectively, along 
with the depth to groundwater.   
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5.2.1  Groundwater Levels 

The  depth  to  groundwater  ranged  from  approximately  8  to  13  feet  bgs.    The  depth  to 
groundwater  was  consistent  with  historical  ranges  previously  reported  at  the  Site  near  the 
Murphy Canyon Creek.    

5.2.2  TPH 

A total of five groundwater samples were analyzed for TPH‐GRO by EPA Method 8015B Modified 
as shown in Table 3 including a hydrocarbon range of C4‐C12.  TPH‐GRO was detected in one of 
the  five  groundwater  samples  (20%  frequency)  at  a  concentration  of  26J  micrograms  per 
liter (µg/l); j‐flagged results are greater than or equal to the method detection limit but less than 
the reporting limit.     

A total of five groundwater samples were analyzed for TPH‐DRO by EPA Method 8015B Modified 
as shown in Table 3 including a hydrocarbon range of C13‐C22.  TPH‐DRO was detected in two of 
the five groundwater samples (40% frequency) at concentrations of 79 and 130 µg/l.  Although 
not included in the TPH‐DRO concentration reported by the laboratory, some fuel hydrocarbons 
between  C23  and  C28  were  additionally  detected  in  one  of  the  five  groundwater  samples 
(20% frequency) as shown in Table 3.   There are no State or Federal maximum contaminant levels 
(MCLs) for TPH (SWRCB, 2018).   

5.2.3  VOCs 

No VOCs or fuel oxygenates were detected above the laboratory detection limits in any of the 
five groundwater samples as shown in Table 4.  The laboratory detection limits were equal to or 
below the Federal and State MCLs.   

5.3  Data Quality Analysis 
 
Laboratory QA/QC measures included method blanks, surrogates, MS/MSDs, and LCS/LCSDs.  A 
review of the laboratory QA/QC results indicates satisfactory data reporting, and the data are of 
sufficient quality for the purposes of this investigation.  There were no detections in any of the 
method  blanks,  and  none  of  the  other QA/QC  performance  criteria  exceeded  the  laboratory 
acceptance limits. 
 
One trip blank was submitted along with the groundwater samples and analyzed for VOCs and 
fuel oxygenates by EPA Method 8260B.  No VOCs or fuel oxygenates were detected in the trip 
blank sample, indicating no cross‐contamination of the groundwater samples during transport to 
the laboratory.   
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6.0  CONCLUSIONS 

A limited supplemental environmental investigation was conducted along an 800‐foot section of 
the Kinder Morgan fuel pipeline within the eastern property line to screen for potential soil and 
groundwater  contamination  in  support  of  the  proposed  development  at  the  Site.    The 
investigation extended approximately  400  feet  south of  the pipeline  to  the MTS  transformer 
area.  During the investigation, five borings were advanced at depths ranging from 10 to 15 feet 
bgs.  Five soil samples were collected between 7 and 10 feet bgs along the Kinder Morgan pipeline 
and near the MTS utility structure.  The depth to groundwater ranged from approximately 8 to 
13 feet bgs, and five grab groundwater samples were collected.   

No  field  evidence  of  VOC‐impacted  soils  based  on  PID,  hydrocarbon  odor,  and  stanning was 
observed  during  the  investigation.    Although  some  low  residual  TPH  concentrations  were 
detected in the soil and groundwater samples, none of the concentrations exceeded applicable 
screening levels.  No VOCs were detected in soil or groundwater samples except for acetone in 
one  soil  sample  at  a  low  concentration  significantly  below  the  residential  screening  level.  
Residual TPH and VOC detections were consistent with a previous investigation conducted at the 
Site in February and March 2019.  Based on the limited supplemental investigation results, no 
evidence of a fuel pipeline leak was observed along the eastern boundary of the Site.  

7.0  CLOSING 

We appreciate your  selection of Group Delta  for  this project and  look  forward  to assisting you 
further on this and other projects.  If you have any questions, please do not hesitate to contact us. 

Sincerely, 

GROUP DELTA CONSULTANTS, INC.  

Brian Dean    Alex Santini, P.E. 

Associate Environmental Engineer  Project Environmental Engineer 

Attachments: 

Figure 1 – Site Location 
Figure 2 – Proposed Development 
Figure 3 – Site Plan  
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Table 1 – TPH in Soil Analytical Results 
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Table 1
 TPH in Soil Analytical Results
Jet Fuel Pipeline Investigation

San Diego State University‐ Mission Valley
San Diego, California

Boring 
Number

Sample 
Depth

(feet bgs)
Sample Date C4‐C5 C6 C7 C8 C9‐C10 C11‐C12

TPH‐GRO 
Total

C13‐C14 C15‐C16 C17‐C18 C19‐C20 C21‐C22
TPH‐DRO 
Total

C23‐C24 C25‐C26 C27‐C28

FP1 10.0 4/30/2019 <0.099 <0.099 <0.099 <0.099 <0.099 <0.099 <0.099 2.8 J <5.0 <5.0 <5.0 <5.0 2.8 <5.0 <5.0 <5.0
FP2 8.0 4/30/2019 <0.095 <0.095 <0.095 <0.095 <0.095 <0.095 <0.095 <5.0 <5.0 <5.0 <5.0 <5.0 <5.0 <5.0 <5.0 <5.0
FP3 9.0 4/30/2019 <0.091 <0.091 <0.091 <0.091 <0.091 <0.091 <0.091 <5.0 <5.0 <5.0 <5.0 1.4 J 1.4 <5.0 <5.0 <5.0
FP4 7.0 4/30/2019 <0.097 <0.097 <0.097 <0.097 <0.097 <0.097 <0.097 <5.0 <5.0 <5.0 <5.0 <5.0 <5.0 <5.0 <5.0 <5.0
FP5 8.0 4/30/2019 <0.10 <0.10 <0.10 <0.10 <0.10 <0.10 <0.10 1.7 J <5.0 <5.0 <5.0 3.0 J 4.8 6.5 11 22

Notes:
bgs
TPH
GRO
DRO
J

Bold
<0.0

below ground surface
Total Petroleum Hydrocarbons
Gasoline Range Organics
Diesel Range Organics
results greater than or equal to method detection limit, but less than reporting limit 
indicates detected concentration
not detected above the indicated reporting limit

   All analyses completed using US EPA Test Method 8015B.
   All results shown in milligrams per kilogram (mg/kg).
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Table 2
 VOCs in Soil Analytical Results
Jet Fuel Pipeline Investigation

San Diego State University‐ Mission Valley
San Diego, California

Boring 
Number

Sample 
Depth

(feet bgs)
Sample Date Acetone Benzene Ethylbenzene

Methyl‐t‐
Butyl Ether

Tert‐Butyl 
Alcohol

Toluene
p/m‐
Xylene

o‐Xylene

FP1 10.0 4/30/2019 <46 <0.92 <0.92 <1.8 <18 <0.92 <1.8 <0.92
FP2 8.0 4/30/2019 <60 <1.2 <1.2 <2.4 <24 <1.2 <2.4 <1.2
FP3 9.0 4/30/2019 <46 <0.93 <0.93 <1.9 <19 <0.93 <1.9 <0.93
FP4 7.0 4/30/2019 46 <0.85 <0.85 <1.7 <17 <0.85 <1.7 <0.85
FP5 8.0 4/30/2019 <43 <0.87 <0.87 <1.7 <17 <0.87 <1.7 <0.87

Notes:
bgs below ground surface
Bold indicates detected concentration
<0.0 not detected above the indicated reporting limit

   All analyses completed using US EPA Test Method 8260B.
   All results shown in micrograms per kilogram (µg/kg).
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Table 3
 TPH in Groundwater Analytical Results

Jet Fuel Pipeline Investigation
San Diego State University‐ Mission Valley

San Diego, California

Boring 
Number

Groundwater
Depth

(feet bgs)

Sample
Date

C4‐C5 C6 C7 C8 C9‐C10 C11‐C12
TPH‐GRO 
Total

C13‐C14 C15‐C16 C17‐C18 C19‐C20 C21‐C22
TPH‐DRO 
Total

C23‐C24 C25‐C26 C27‐C28

FP1 13.0 4/30/2019 <50 <50 <50 <50 <50 <50 26 J 30 J 34 J 15 J <46 <46 79 <46 <46 <46
FP2 10.0 4/30/2019 <50 <50 <50 <50 <50 <50 <50 27 J 49 21 J 16 J 16 J 130 <45 <45 <45
FP3 10.0 4/30/2019 <50 <50 <50 <50 <50 <50 <50 <45 <45 <45 <45 <45 <50 <45 16 J 16 J
FP4 8.0 4/30/2019 <50 <50 <50 <50 <50 <50 <50 <46 <46 <46 <46 <46 <50 <46 <46 <46
FP5 9.0 4/30/2019 <50 <50 <50 <50 <50 <50 <50 <45 <45 <45 <45 <45 <50 <45 <45 <45

Notes:
bgs below ground surface
TPH Total Petroleum Hydrocarbons
GRO Gasoline Range Organics
DRO Diesel Range Organics
J results greater than or equal to method detection limit, but less than reporting limit

Bold indicates detected concentration
<0.0 not detected above the indicated reporting limit

   All analyses completed using US EPA Test Method 8015B.
   All results shown in micrograms per liter (µg/L).
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Table 4
 VOCs in Groundwater Analytical Results

Jet Fuel Pipeline Investigation
San Diego State University‐ Mission Valley

San Diego, California

Boring 
Number

Groundwater
Depth

(feet bgs)

Sample
Date

Acetone Benzene Ethylbenzene
Methyl‐t‐
Butyl Ether

Tert‐Butyl 
Alcohol

Toluene
p/m‐
Xylene

o‐Xylene

FP1 13.0 4/30/2019 <20 <1.0 <1.0 <1.0 <10 <1.0 <2.0 <1.0
FP2 10.0 4/30/2019 <20 <1.0 <1.0 <1.0 <10 <1.0 <2.0 <1.0
FP3 10.0 4/30/2019 <20 <1.0 <1.0 <1.0 <10 <1.0 <2.0 <1.0
FP4 8.0 4/30/2019 <20 <1.0 <1.0 <1.0 <10 <1.0 <2.0 <1.0
FP5 9.0 4/30/2019 <20 <1.0 <1.0 <1.0 <10 <1.0 <2.0 <1.0

Notes:
bgs below ground surface
Bold indicates detected concentration
<0.0 not detected above the indicated reporting limit

   All analyses completed using US EPA Test Method 8260B.
   All results shown in micrograms per liter (µg/L).
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WORK ORDER NUMBER: 19-04-2362

Analytical Report For
Client: Group Delta Consultants, Inc.

Client Project Name: SDSU Mission Valley / SD605
Attention: Alex Santini

370 Amapola Avenue, Suite 212
Torrance, CA 90501-7243

Approved for release on                    by:
Vikas Patel
Project Manager

AIR SOIL WATER MARINE CHEMISTRY

Eurofins Calscience (Calscience) certifies that the test results provided in this report meet all NELAC Institute requirements for parameters for which accreditation is
required or available. Any exceptions to NELAC Institute requirements are noted in the case narrative. The original report of subcontracted analyses, if any, is
attached to this report. The results in this report are limited to the sample(s) tested and any reproduction thereof must be made in its entirety. The client or recipient
of this report is specifically prohibited from making material changes to said report and, to the extent that such changes are made, Calscience is not responsible,
legally or otherwise. The client or recipient agrees to indemnify Calscience for any defense to any litigation which may arise.

05/08/2019
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Condition Upon Receipt: 
Samples were received under Chain-of-Custody (COC) on 04/30/19. They were assigned to Work Order 19-04-2362. 
Unless otherwise noted on the Sample Receiving forms all samples were received in good condition and within the

recommended EPA temperature criteria for the methods noted on the COC. The COC and Sample Receiving Documents are

integral elements of the analytical report and are presented at the back of the report. 
Holding Times: 
All samples were analyzed within prescribed holding times (HT) and/or in accordance with the Calscience Sample Acceptance

Policy unless otherwise noted in the analytical report and/or comprehensive case narrative, if required. 
Any parameter identified in 40CFR Part 136.3 Table II that is designated as "analyze immediately" with a holding time of <= 15

minutes (40CFR-136.3 Table II, footnote 4), is considered a "field" test and the reported results will be qualified as being

received outside of the stated holding time unless received at the laboratory within 15 minutes of the collection time. 
Quality Control: 
All quality control parameters (QC) were within established control limits except where noted in the QC summary forms or

described further within this report. 
Subcontractor Information: 
Unless otherwise noted below (or on the subcontract form), no samples were subcontracted. 
Additional Comments: 
Air - Sorbent-extracted air methods (EPA TO-4A, EPA TO-10, EPA TO-13A, EPA TO-17): Analytical results are converted from

mass/sample basis to mass/volume basis using client-supplied air volumes. 
Solid - Unless otherwise indicated, solid sample data is reported on a wet weight basis, not corrected for % moisture. All QC

results are always reported on a wet weight basis. 

Work Order Narrative

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Work Order: 19-04-2362 Page 1 of 1
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Sample Identification Lab Number Collection Date and Time Number of
Containers

Matrix

TB-043019 19-04-2362-1 04/30/19 08:00 2 Aqueous

FP1-ENV-10 19-04-2362-2 04/30/19 08:30 7 Solid

FP1-ENV-GW 19-04-2362-3 04/30/19 08:40 6 Aqueous

FP2-ENV-8 19-04-2362-4 04/30/19 09:30 7 Solid

FP2-ENV-GW 19-04-2362-5 04/30/19 09:45 6 Aqueous

FP3-ENV-9 19-04-2362-6 04/30/19 10:15 7 Solid

FP3-ENV-GW 19-04-2362-7 04/30/19 10:20 6 Aqueous

FP4-ENV-7 19-04-2362-8 04/30/19 10:45 7 Solid

FP4-ENV-GW 19-04-2362-9 04/30/19 10:50 6 Aqueous

FP5-ENV-8 19-04-2362-10 04/30/19 11:15 7 Solid

FP5-ENV-GW 19-04-2362-11 04/30/19 11:30 6 Aqueous

Sample Summary

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Client: Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Work Order: 19-04-2362

Project Name: SDSU Mission Valley / SD605

PO Number: SD605.05

Date/Time
Received:

04/30/19 17:00

Number of
Containers:

67

Attn: Alex Santini
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Subcontracted analyses, if any, are not included in this summary. 

FP1-ENV-10 (19-04-2362-2)

C13-C14 2.8 J 1.2* mg/kg EPA 8015B (M) EPA 3550B

C13-C22 TPH Diesel Range 2.8 5.0 mg/kg EPA 8015B (M) EPA 3550B

FP1-ENV-GW (19-04-2362-3)

C13-C14 30 J 15* ug/L EPA 8015B (M) EPA 3510C

C15-C16 34 J 15* ug/L EPA 8015B (M) EPA 3510C

C17-C18 15 J 15* ug/L EPA 8015B (M) EPA 3510C

C13-C22 TPH Diesel Range 79 50 ug/L EPA 8015B (M) EPA 3510C

GRO (C4-C12) Total 26 J 18* ug/L EPA 8015B (M) EPA 5030C

FP2-ENV-GW (19-04-2362-5)

C13-C14 27 J 14* ug/L EPA 8015B (M) EPA 3510C

C15-C16 49 45 ug/L EPA 8015B (M) EPA 3510C

C17-C18 21 J 14* ug/L EPA 8015B (M) EPA 3510C

C19-C20 16 J 14* ug/L EPA 8015B (M) EPA 3510C

C21-C22 16 J 14* ug/L EPA 8015B (M) EPA 3510C

C13-C22 TPH Diesel Range 130 50 ug/L EPA 8015B (M) EPA 3510C

FP3-ENV-9 (19-04-2362-6)

C21-C22 1.4 J 1.3* mg/kg EPA 8015B (M) EPA 3550B

C13-C22 TPH Diesel Range 1.4 5.0 mg/kg EPA 8015B (M) EPA 3550B

FP3-ENV-GW (19-04-2362-7)

C25-C26 16 J 14* ug/L EPA 8015B (M) EPA 3510C

C27-C28 16 J 14* ug/L EPA 8015B (M) EPA 3510C

FP4-ENV-7 (19-04-2362-8)

Acetone 46 42 ug/kg EPA 8260B EPA 5035

FP5-ENV-8 (19-04-2362-10)

C13-C14 1.7 J 1.2* mg/kg EPA 8015B (M) EPA 3550B

C21-C22 3.0 J 1.2* mg/kg EPA 8015B (M) EPA 3550B

C23-C24 6.5 5.0 mg/kg EPA 8015B (M) EPA 3550B

C25-C26 11 5.0 mg/kg EPA 8015B (M) EPA 3550B

C27-C28 22 5.0 mg/kg EPA 8015B (M) EPA 3550B

C13-C22 TPH Diesel Range 4.8 5.0 mg/kg EPA 8015B (M) EPA 3550B

Detections Summary

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Client: Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Work Order: 19-04-2362

Project Name: SDSU Mission Valley / SD605

Received: 04/30/19

Attn: Alex Santini Page 1 of 1

Client SampleID

Analyte Result Qualifiers RL Units Method Extraction

   * MDL is shown
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Client Sample Number Lab Sample
Number

Date/Time
Collected

Matrix Instrument Date
Prepared

Date/Time
Analyzed

QC Batch ID

FP1-ENV-GW 19-04-2362-3-F 04/30/19
08:40

Aqueous GC 47 05/02/19 05/03/19
14:23

190502B01B

Comment(s): - Results were evaluated to the MDL (DL), concentrations >= to the MDL (DL) but < RL (LOQ), if found, are qualified with a "J" flag.

Parameter Result RL MDL DF Qualifiers

C13-C14 30 46 15 1.00 J

C15-C16 34 46 15 1.00 J

C17-C18 15 46 15 1.00 J

C19-C20 ND 46 15 1.00

C21-C22 ND 46 15 1.00

C23-C24 ND 46 15 1.00

C25-C26 ND 46 15 1.00

C27-C28 ND 46 15 1.00

C13-C22 TPH Diesel Range 79 50 16 1.00

Surrogate Rec. (%) Control Limits Qualifiers

n-Octacosane 70 68-140

FP2-ENV-GW 19-04-2362-5-F 04/30/19
09:45

Aqueous GC 47 05/02/19 05/03/19
14:44

190502B01B

Comment(s): - Results were evaluated to the MDL (DL), concentrations >= to the MDL (DL) but < RL (LOQ), if found, are qualified with a "J" flag.

Parameter Result RL MDL DF Qualifiers

C13-C14 27 45 14 1.00 J

C15-C16 49 45 14 1.00

C17-C18 21 45 14 1.00 J

C19-C20 16 45 14 1.00 J

C21-C22 16 45 14 1.00 J

C23-C24 ND 45 14 1.00

C25-C26 ND 45 14 1.00

C27-C28 ND 45 14 1.00

C13-C22 TPH Diesel Range 130 50 16 1.00

Surrogate Rec. (%) Control Limits Qualifiers

n-Octacosane 102 68-140

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 3510C

Method: EPA 8015B (M)

Units: ug/L

Project: SDSU Mission Valley / SD605 Page 1 of 3

   RL: Reporting Limit.     DF: Dilution Factor.     MDL: Method Detection Limit.
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Client Sample Number Lab Sample
Number

Date/Time
Collected

Matrix Instrument Date
Prepared

Date/Time
Analyzed

QC Batch ID

FP3-ENV-GW 19-04-2362-7-F 04/30/19
10:20

Aqueous GC 47 05/02/19 05/03/19
18:38

190502B01B

Comment(s): - Results were evaluated to the MDL (DL), concentrations >= to the MDL (DL) but < RL (LOQ), if found, are qualified with a "J" flag.

Parameter Result RL MDL DF Qualifiers

C13-C14 ND 45 14 1.00

C15-C16 ND 45 14 1.00

C17-C18 ND 45 14 1.00

C19-C20 ND 45 14 1.00

C21-C22 ND 45 14 1.00

C23-C24 ND 45 14 1.00

C25-C26 16 45 14 1.00 J

C27-C28 16 45 14 1.00 J

C13-C22 TPH Diesel Range ND 50 16 1.00

Surrogate Rec. (%) Control Limits Qualifiers

n-Octacosane 86 68-140

FP4-ENV-GW 19-04-2362-9-F 04/30/19
10:50

Aqueous GC 47 05/02/19 05/03/19
15:27

190502B01B

Comment(s): - Results were evaluated to the MDL (DL), concentrations >= to the MDL (DL) but < RL (LOQ), if found, are qualified with a "J" flag.

Parameter Result RL MDL DF Qualifiers

C13-C14 ND 46 15 1.00

C15-C16 ND 46 15 1.00

C17-C18 ND 46 15 1.00

C19-C20 ND 46 15 1.00

C21-C22 ND 46 15 1.00

C23-C24 ND 46 15 1.00

C25-C26 ND 46 15 1.00

C27-C28 ND 46 15 1.00

C13-C22 TPH Diesel Range ND 50 16 1.00

Surrogate Rec. (%) Control Limits Qualifiers

n-Octacosane 102 68-140

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 3510C

Method: EPA 8015B (M)

Units: ug/L

Project: SDSU Mission Valley / SD605 Page 2 of 3

   RL: Reporting Limit.     DF: Dilution Factor.     MDL: Method Detection Limit.

R
et

ur
n 

to
 C

on
te

nt
s

Page 7 of 77



Client Sample Number Lab Sample
Number

Date/Time
Collected

Matrix Instrument Date
Prepared

Date/Time
Analyzed

QC Batch ID

FP5-ENV-GW 19-04-2362-11-F 04/30/19
11:30

Aqueous GC 47 05/02/19 05/03/19
15:48

190502B01B

Comment(s): - Results were evaluated to the MDL (DL), concentrations >= to the MDL (DL) but < RL (LOQ), if found, are qualified with a "J" flag.

Parameter Result RL MDL DF Qualifiers

C13-C14 ND 45 14 1.00

C15-C16 ND 45 14 1.00

C17-C18 ND 45 14 1.00

C19-C20 ND 45 14 1.00

C21-C22 ND 45 14 1.00

C23-C24 ND 45 14 1.00

C25-C26 ND 45 14 1.00

C27-C28 ND 45 14 1.00

C13-C22 TPH Diesel Range ND 50 16 1.00

Surrogate Rec. (%) Control Limits Qualifiers

n-Octacosane 103 68-140

Method Blank 099-15-542-401 N/A Aqueous GC 47 05/02/19 05/02/19
12:16

190502B01B

Comment(s): - Results were evaluated to the MDL (DL), concentrations >= to the MDL (DL) but < RL (LOQ), if found, are qualified with a "J" flag.

Parameter Result RL MDL DF Qualifiers

C13-C14 ND 50 16 1.00

C15-C16 ND 50 16 1.00

C17-C18 ND 50 16 1.00

C19-C20 ND 50 16 1.00

C21-C22 ND 50 16 1.00

C23-C24 ND 50 16 1.00

C25-C26 ND 50 16 1.00

C27-C28 ND 50 16 1.00

C13-C22 TPH Diesel Range ND 50 16 1.00

Surrogate Rec. (%) Control Limits Qualifiers

n-Octacosane 89 68-140

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 3510C

Method: EPA 8015B (M)

Units: ug/L

Project: SDSU Mission Valley / SD605 Page 3 of 3

   RL: Reporting Limit.     DF: Dilution Factor.     MDL: Method Detection Limit.
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Client Sample Number Lab Sample
Number

Date/Time
Collected

Matrix Instrument Date
Prepared

Date/Time
Analyzed

QC Batch ID

FP1-ENV-10 19-04-2362-2-A 04/30/19
08:30

Solid GC 50 05/03/19 05/03/19
21:44

190503B08C

Comment(s): - Results were evaluated to the MDL (DL), concentrations >= to the MDL (DL) but < RL (LOQ), if found, are qualified with a "J" flag.

Parameter Result RL MDL DF Qualifiers

C13-C14 2.8 5.0 1.2 1.00 J

C15-C16 ND 5.0 1.2 1.00

C17-C18 ND 5.0 1.2 1.00

C19-C20 ND 5.0 1.2 1.00

C21-C22 ND 5.0 1.2 1.00

C23-C24 ND 5.0 1.2 1.00

C25-C26 ND 5.0 1.2 1.00

C27-C28 ND 5.0 1.2 1.00

C13-C22 TPH Diesel Range 2.8 5.0 1.3 1.00

Surrogate Rec. (%) Control Limits Qualifiers

n-Octacosane 99 68-140

FP2-ENV-8 19-04-2362-4-A 04/30/19
09:30

Solid GC 50 05/03/19 05/03/19
22:04

190503B08C

Comment(s): - Results were evaluated to the MDL (DL), concentrations >= to the MDL (DL) but < RL (LOQ), if found, are qualified with a "J" flag.

Parameter Result RL MDL DF Qualifiers

C13-C14 ND 5.0 1.3 1.00

C15-C16 ND 5.0 1.3 1.00

C17-C18 ND 5.0 1.3 1.00

C19-C20 ND 5.0 1.3 1.00

C21-C22 ND 5.0 1.3 1.00

C23-C24 ND 5.0 1.3 1.00

C25-C26 ND 5.0 1.3 1.00

C27-C28 ND 5.0 1.3 1.00

C13-C22 TPH Diesel Range ND 5.0 1.3 1.00

Surrogate Rec. (%) Control Limits Qualifiers

n-Octacosane 93 68-140

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 3550B

Method: EPA 8015B (M)

Units: mg/kg

Project: SDSU Mission Valley / SD605 Page 1 of 3

   RL: Reporting Limit.     DF: Dilution Factor.     MDL: Method Detection Limit.
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Client Sample Number Lab Sample
Number

Date/Time
Collected

Matrix Instrument Date
Prepared

Date/Time
Analyzed

QC Batch ID

FP3-ENV-9 19-04-2362-6-A 04/30/19
10:15

Solid GC 50 05/03/19 05/03/19
22:24

190503B08C

Comment(s): - Results were evaluated to the MDL (DL), concentrations >= to the MDL (DL) but < RL (LOQ), if found, are qualified with a "J" flag.

Parameter Result RL MDL DF Qualifiers

C13-C14 ND 5.0 1.3 1.00

C15-C16 ND 5.0 1.3 1.00

C17-C18 ND 5.0 1.3 1.00

C19-C20 ND 5.0 1.3 1.00

C21-C22 1.4 5.0 1.3 1.00 J

C23-C24 ND 5.0 1.3 1.00

C25-C26 ND 5.0 1.3 1.00

C27-C28 ND 5.0 1.3 1.00

C13-C22 TPH Diesel Range 1.4 5.0 1.3 1.00

Surrogate Rec. (%) Control Limits Qualifiers

n-Octacosane 100 68-140

FP4-ENV-7 19-04-2362-8-A 04/30/19
10:45

Solid GC 50 05/03/19 05/03/19
22:43

190503B08C

Comment(s): - Results were evaluated to the MDL (DL), concentrations >= to the MDL (DL) but < RL (LOQ), if found, are qualified with a "J" flag.

Parameter Result RL MDL DF Qualifiers

C13-C14 ND 5.0 1.2 1.00

C15-C16 ND 5.0 1.2 1.00

C17-C18 ND 5.0 1.2 1.00

C19-C20 ND 5.0 1.2 1.00

C21-C22 ND 5.0 1.2 1.00

C23-C24 ND 5.0 1.2 1.00

C25-C26 ND 5.0 1.2 1.00

C27-C28 ND 5.0 1.2 1.00

C13-C22 TPH Diesel Range ND 5.0 1.3 1.00

Surrogate Rec. (%) Control Limits Qualifiers

n-Octacosane 100 68-140

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 3550B

Method: EPA 8015B (M)

Units: mg/kg

Project: SDSU Mission Valley / SD605 Page 2 of 3

   RL: Reporting Limit.     DF: Dilution Factor.     MDL: Method Detection Limit.
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Client Sample Number Lab Sample
Number

Date/Time
Collected

Matrix Instrument Date
Prepared

Date/Time
Analyzed

QC Batch ID

FP5-ENV-8 19-04-2362-10-A 04/30/19
11:15

Solid GC 50 05/03/19 05/03/19
23:24

190503B08C

Comment(s): - Results were evaluated to the MDL (DL), concentrations >= to the MDL (DL) but < RL (LOQ), if found, are qualified with a "J" flag.

Parameter Result RL MDL DF Qualifiers

C13-C14 1.7 5.0 1.2 1.00 J

C15-C16 ND 5.0 1.2 1.00

C17-C18 ND 5.0 1.2 1.00

C19-C20 ND 5.0 1.2 1.00

C21-C22 3.0 5.0 1.2 1.00 J

C23-C24 6.5 5.0 1.2 1.00

C25-C26 11 5.0 1.2 1.00

C27-C28 22 5.0 1.2 1.00

C13-C22 TPH Diesel Range 4.8 5.0 1.3 1.00

Surrogate Rec. (%) Control Limits Qualifiers

n-Octacosane 111 68-140

Method Blank 099-15-582-569 N/A Solid GC 50 05/03/19 05/03/19
16:23

190503B08C

Comment(s): - Results were evaluated to the MDL (DL), concentrations >= to the MDL (DL) but < RL (LOQ), if found, are qualified with a "J" flag.

Parameter Result RL MDL DF Qualifiers

C13-C14 ND 5.0 1.3 1.00

C15-C16 ND 5.0 1.3 1.00

C17-C18 ND 5.0 1.3 1.00

C19-C20 ND 5.0 1.3 1.00

C21-C22 ND 5.0 1.3 1.00

C23-C24 ND 5.0 1.3 1.00

C25-C26 ND 5.0 1.3 1.00

C27-C28 ND 5.0 1.3 1.00

C13-C22 TPH Diesel Range ND 5.0 1.3 1.00

Surrogate Rec. (%) Control Limits Qualifiers

n-Octacosane 98 68-140

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 3550B

Method: EPA 8015B (M)

Units: mg/kg

Project: SDSU Mission Valley / SD605 Page 3 of 3

   RL: Reporting Limit.     DF: Dilution Factor.     MDL: Method Detection Limit.
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Client Sample Number Lab Sample
Number

Date/Time
Collected

Matrix Instrument Date
Prepared

Date/Time
Analyzed

QC Batch ID

FP1-ENV-10 19-04-2362-2-F 04/30/19
08:30

Solid GC 4 04/30/19 05/01/19
17:13

190501L024

Comment(s): - Results were evaluated to the MDL (DL), concentrations >= to the MDL (DL) but < RL (LOQ), if found, are qualified with a "J" flag.

Parameter Result RL MDL DF Qualifiers

C4-C5 ND 0.099 0.057 1.00

C6 ND 0.099 0.030 1.00

C7 ND 0.099 0.032 1.00

C8 ND 0.099 0.033 1.00

C9-C10 ND 0.099 0.036 1.00

C11-C12 ND 0.099 0.031 1.00

GRO (C4-C12) Total ND 0.099 0.057 1.00

Surrogate Rec. (%) Control Limits Qualifiers

1,4-Bromofluorobenzene 112 60-126

FP2-ENV-8 19-04-2362-4-F 04/30/19
09:30

Solid GC 4 04/30/19 05/01/19
17:46

190501L024

Comment(s): - Results were evaluated to the MDL (DL), concentrations >= to the MDL (DL) but < RL (LOQ), if found, are qualified with a "J" flag.

Parameter Result RL MDL DF Qualifiers

C4-C5 ND 0.095 0.055 1.00

C6 ND 0.095 0.029 1.00

C7 ND 0.095 0.030 1.00

C8 ND 0.095 0.031 1.00

C9-C10 ND 0.095 0.034 1.00

C11-C12 ND 0.095 0.030 1.00

GRO (C4-C12) Total ND 0.095 0.055 1.00

Surrogate Rec. (%) Control Limits Qualifiers

1,4-Bromofluorobenzene 107 60-126

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 5035

Method: EPA 8015B (M)

Units: mg/kg

Project: SDSU Mission Valley / SD605 Page 1 of 3

   RL: Reporting Limit.     DF: Dilution Factor.     MDL: Method Detection Limit.
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Client Sample Number Lab Sample
Number

Date/Time
Collected

Matrix Instrument Date
Prepared

Date/Time
Analyzed

QC Batch ID

FP3-ENV-9 19-04-2362-6-F 04/30/19
10:15

Solid GC 4 04/30/19 05/01/19
18:20

190501L024

Comment(s): - Results were evaluated to the MDL (DL), concentrations >= to the MDL (DL) but < RL (LOQ), if found, are qualified with a "J" flag.

Parameter Result RL MDL DF Qualifiers

C4-C5 ND 0.091 0.052 1.00

C6 ND 0.091 0.027 1.00

C7 ND 0.091 0.029 1.00

C8 ND 0.091 0.030 1.00

C9-C10 ND 0.091 0.033 1.00

C11-C12 ND 0.091 0.029 1.00

GRO (C4-C12) Total ND 0.091 0.052 1.00

Surrogate Rec. (%) Control Limits Qualifiers

1,4-Bromofluorobenzene 111 60-126

FP4-ENV-7 19-04-2362-8-F 04/30/19
10:45

Solid GC 4 04/30/19 05/01/19
18:54

190501L024

Comment(s): - Results were evaluated to the MDL (DL), concentrations >= to the MDL (DL) but < RL (LOQ), if found, are qualified with a "J" flag.

Parameter Result RL MDL DF Qualifiers

C4-C5 ND 0.097 0.056 1.00

C6 ND 0.097 0.029 1.00

C7 ND 0.097 0.031 1.00

C8 ND 0.097 0.032 1.00

C9-C10 ND 0.097 0.035 1.00

C11-C12 ND 0.097 0.030 1.00

GRO (C4-C12) Total ND 0.097 0.056 1.00

Surrogate Rec. (%) Control Limits Qualifiers

1,4-Bromofluorobenzene 105 60-126

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 5035

Method: EPA 8015B (M)

Units: mg/kg

Project: SDSU Mission Valley / SD605 Page 2 of 3

   RL: Reporting Limit.     DF: Dilution Factor.     MDL: Method Detection Limit.

R
et

ur
n 

to
 C

on
te

nt
s

Page 13 of 77



Client Sample Number Lab Sample
Number

Date/Time
Collected

Matrix Instrument Date
Prepared

Date/Time
Analyzed

QC Batch ID

FP5-ENV-8 19-04-2362-10-F 04/30/19
11:15

Solid GC 4 04/30/19 05/01/19
19:28

190501L024

Comment(s): - Results were evaluated to the MDL (DL), concentrations >= to the MDL (DL) but < RL (LOQ), if found, are qualified with a "J" flag.

Parameter Result RL MDL DF Qualifiers

C4-C5 ND 0.10 0.059 1.00

C6 ND 0.10 0.031 1.00

C7 ND 0.10 0.032 1.00

C8 ND 0.10 0.034 1.00

C9-C10 ND 0.10 0.037 1.00

C11-C12 ND 0.10 0.032 1.00

GRO (C4-C12) Total ND 0.10 0.059 1.00

Surrogate Rec. (%) Control Limits Qualifiers

1,4-Bromofluorobenzene 110 60-126

Method Blank 099-13-043-922 N/A Solid GC 4 05/01/19 05/01/19
16:05

190501L024

Comment(s): - Results were evaluated to the MDL (DL), concentrations >= to the MDL (DL) but < RL (LOQ), if found, are qualified with a "J" flag.

Parameter Result RL MDL DF Qualifiers

C4-C5 ND 0.10 0.058 1.00

C6 ND 0.10 0.030 1.00

C7 ND 0.10 0.032 1.00

C8 ND 0.10 0.033 1.00

C9-C10 ND 0.10 0.036 1.00

C11-C12 ND 0.10 0.032 1.00

GRO (C4-C12) Total ND 0.10 0.058 1.00

Surrogate Rec. (%) Control Limits Qualifiers

1,4-Bromofluorobenzene 100 60-126

Analytical Report
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Client Sample Number Lab Sample
Number

Date/Time
Collected

Matrix Instrument Date
Prepared

Date/Time
Analyzed

QC Batch ID

FP1-ENV-GW 19-04-2362-3-D 04/30/19
08:40

Aqueous GC 25 05/01/19 05/01/19
17:43

190501L047

Comment(s): - Results were evaluated to the MDL (DL), concentrations >= to the MDL (DL) but < RL (LOQ), if found, are qualified with a "J" flag.

Parameter Result RL MDL DF Qualifiers

C4-C5 ND 50 15 1.00

C6 ND 50 14 1.00

C7 ND 50 15 1.00

C8 ND 50 15 1.00

C9-C10 ND 50 15 1.00

C11-C12 ND 50 18 1.00

GRO (C4-C12) Total 26 50 18 1.00 J

Surrogate Rec. (%) Control Limits Qualifiers

1,4-Bromofluorobenzene 75 38-134

FP2-ENV-GW 19-04-2362-5-D 04/30/19
09:45

Aqueous GC 25 05/01/19 05/01/19
18:17

190501L047

Comment(s): - Results were evaluated to the MDL (DL), concentrations >= to the MDL (DL) but < RL (LOQ), if found, are qualified with a "J" flag.

Parameter Result RL MDL DF Qualifiers

C4-C5 ND 50 15 1.00

C6 ND 50 14 1.00

C7 ND 50 15 1.00

C8 ND 50 15 1.00

C9-C10 ND 50 15 1.00

C11-C12 ND 50 18 1.00

GRO (C4-C12) Total ND 50 18 1.00

Surrogate Rec. (%) Control Limits Qualifiers

1,4-Bromofluorobenzene 72 38-134

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243
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Work Order: 19-04-2362

Preparation: EPA 5030C

Method: EPA 8015B (M)

Units: ug/L
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Client Sample Number Lab Sample
Number

Date/Time
Collected

Matrix Instrument Date
Prepared

Date/Time
Analyzed

QC Batch ID

FP3-ENV-GW 19-04-2362-7-D 04/30/19
10:20

Aqueous GC 25 05/01/19 05/01/19
18:50

190501L047

Comment(s): - Results were evaluated to the MDL (DL), concentrations >= to the MDL (DL) but < RL (LOQ), if found, are qualified with a "J" flag.

Parameter Result RL MDL DF Qualifiers

C4-C5 ND 50 15 1.00

C6 ND 50 14 1.00

C7 ND 50 15 1.00

C8 ND 50 15 1.00

C9-C10 ND 50 15 1.00

C11-C12 ND 50 18 1.00

GRO (C4-C12) Total ND 50 18 1.00

Surrogate Rec. (%) Control Limits Qualifiers

1,4-Bromofluorobenzene 68 38-134

FP4-ENV-GW 19-04-2362-9-D 04/30/19
10:50

Aqueous GC 25 05/01/19 05/01/19
19:24

190501L047

Comment(s): - Results were evaluated to the MDL (DL), concentrations >= to the MDL (DL) but < RL (LOQ), if found, are qualified with a "J" flag.

Parameter Result RL MDL DF Qualifiers

C4-C5 ND 50 15 1.00

C6 ND 50 14 1.00

C7 ND 50 15 1.00

C8 ND 50 15 1.00

C9-C10 ND 50 15 1.00

C11-C12 ND 50 18 1.00

GRO (C4-C12) Total ND 50 18 1.00

Surrogate Rec. (%) Control Limits Qualifiers

1,4-Bromofluorobenzene 72 38-134

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19
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Preparation: EPA 5030C

Method: EPA 8015B (M)

Units: ug/L
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Client Sample Number Lab Sample
Number

Date/Time
Collected

Matrix Instrument Date
Prepared

Date/Time
Analyzed

QC Batch ID

FP5-ENV-GW 19-04-2362-11-D 04/30/19
11:30

Aqueous GC 25 05/01/19 05/01/19
19:57

190501L047

Comment(s): - Results were evaluated to the MDL (DL), concentrations >= to the MDL (DL) but < RL (LOQ), if found, are qualified with a "J" flag.

Parameter Result RL MDL DF Qualifiers

C4-C5 ND 50 15 1.00

C6 ND 50 14 1.00

C7 ND 50 15 1.00

C8 ND 50 15 1.00

C9-C10 ND 50 15 1.00

C11-C12 ND 50 18 1.00

GRO (C4-C12) Total ND 50 18 1.00

Surrogate Rec. (%) Control Limits Qualifiers

1,4-Bromofluorobenzene 72 38-134

Method Blank 099-13-047-756 N/A Aqueous GC 25 05/01/19 05/01/19
13:47

190501L047

Comment(s): - Results were evaluated to the MDL (DL), concentrations >= to the MDL (DL) but < RL (LOQ), if found, are qualified with a "J" flag.

Parameter Result RL MDL DF Qualifiers

C4-C5 ND 50 15 1.00

C6 ND 50 14 1.00

C7 ND 50 15 1.00

C8 ND 50 15 1.00

C9-C10 ND 50 15 1.00

C11-C12 ND 50 18 1.00

GRO (C4-C12) Total ND 50 18 1.00

Surrogate Rec. (%) Control Limits Qualifiers

1,4-Bromofluorobenzene 74 38-134

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 5030C

Method: EPA 8015B (M)

Units: ug/L
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Client Sample Number Lab Sample
Number

Date/Time
Collected

Matrix Instrument Date
Prepared

Date/Time
Analyzed

QC Batch ID

TB-043019 19-04-2362-1-A 04/30/19
08:00

Aqueous GC/MS PP 05/04/19 05/04/19
22:27

190504L016

Parameter Result RL DF Qualifiers

Acetone ND 20 1.00

Benzene ND 1.0 1.00

Bromobenzene ND 1.0 1.00

Bromochloromethane ND 2.0 1.00

Bromodichloromethane ND 1.0 1.00

Bromoform ND 5.0 1.00

Bromomethane ND 50 1.00

2-Butanone ND 20 1.00

n-Butylbenzene ND 1.0 1.00

sec-Butylbenzene ND 1.0 1.00

tert-Butylbenzene ND 1.0 1.00

Carbon Disulfide ND 10 1.00

Carbon Tetrachloride ND 0.50 1.00

Chlorobenzene ND 1.0 1.00

Chloroethane ND 5.0 1.00

Chloroform ND 1.0 1.00

Chloromethane ND 10 1.00

2-Chlorotoluene ND 1.0 1.00

4-Chlorotoluene ND 1.0 1.00

Dibromochloromethane ND 2.0 1.00

1,2-Dibromo-3-Chloropropane ND 5.0 1.00

1,2-Dibromoethane ND 1.0 1.00

Dibromomethane ND 1.0 1.00

1,2-Dichlorobenzene ND 1.0 1.00

1,3-Dichlorobenzene ND 1.0 1.00

1,4-Dichlorobenzene ND 1.0 1.00

Dichlorodifluoromethane ND 5.0 1.00

1,1-Dichloroethane ND 1.0 1.00

1,2-Dichloroethane ND 0.50 1.00

1,1-Dichloroethene ND 1.0 1.00

c-1,2-Dichloroethene ND 1.0 1.00

t-1,2-Dichloroethene ND 1.0 1.00

1,2-Dichloropropane ND 1.0 1.00

1,3-Dichloropropane ND 1.0 1.00

2,2-Dichloropropane ND 1.0 1.00

Analytical Report
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Parameter Result RL DF Qualifiers

1,1-Dichloropropene ND 1.0 1.00

c-1,3-Dichloropropene ND 0.50 1.00

t-1,3-Dichloropropene ND 0.50 1.00

Ethylbenzene ND 1.0 1.00

2-Hexanone ND 10 1.00

Isopropylbenzene ND 1.0 1.00

p-Isopropyltoluene ND 1.0 1.00

Methylene Chloride ND 10 1.00

4-Methyl-2-Pentanone ND 10 1.00

Naphthalene ND 10 1.00

n-Propylbenzene ND 1.0 1.00

Styrene ND 1.0 1.00

1,1,1,2-Tetrachloroethane ND 2.0 1.00

1,1,2,2-Tetrachloroethane ND 10 1.00

Tetrachloroethene ND 1.0 1.00

Toluene ND 1.0 1.00

1,2,3-Trichlorobenzene ND 1.0 1.00

1,2,4-Trichlorobenzene ND 1.0 1.00

1,1,1-Trichloroethane ND 1.0 1.00

1,1,2-Trichloro-1,2,2-Trifluoroethane ND 10 1.00

1,1,2-Trichloroethane ND 1.0 1.00

Trichloroethene ND 1.0 1.00

Trichlorofluoromethane ND 10 1.00

1,2,3-Trichloropropane ND 5.0 1.00

1,2,4-Trimethylbenzene ND 1.0 1.00

1,3,5-Trimethylbenzene ND 1.0 1.00

Vinyl Acetate ND 10 1.00

Vinyl Chloride ND 0.50 1.00

p/m-Xylene ND 2.0 1.00

o-Xylene ND 1.0 1.00

Methyl-t-Butyl Ether (MTBE) ND 1.0 1.00

Tert-Butyl Alcohol (TBA) ND 10 1.00

Diisopropyl Ether (DIPE) ND 2.0 1.00

Ethyl-t-Butyl Ether (ETBE) ND 2.0 1.00

Tert-Amyl-Methyl Ether (TAME) ND 2.0 1.00

Ethanol ND 100 1.00

Surrogate Rec. (%) Control Limits Qualifiers

1,4-Bromofluorobenzene 95 77-120

Analytical Report
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Torrance, CA 90501-7243
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Surrogate Rec. (%) Control Limits Qualifiers

Dibromofluoromethane 100 80-128

1,2-Dichloroethane-d4 100 80-129

Toluene-d8 97 80-120

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.
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Client Sample Number Lab Sample
Number

Date/Time
Collected

Matrix Instrument Date
Prepared

Date/Time
Analyzed

QC Batch ID

FP1-ENV-GW 19-04-2362-3-A 04/30/19
08:40

Aqueous GC/MS PP 05/04/19 05/05/19
03:10

190504L016

Parameter Result RL DF Qualifiers

Acetone ND 20 1.00

Benzene ND 1.0 1.00

Bromobenzene ND 1.0 1.00

Bromochloromethane ND 2.0 1.00

Bromodichloromethane ND 1.0 1.00

Bromoform ND 5.0 1.00

Bromomethane ND 50 1.00

2-Butanone ND 20 1.00

n-Butylbenzene ND 1.0 1.00

sec-Butylbenzene ND 1.0 1.00

tert-Butylbenzene ND 1.0 1.00

Carbon Disulfide ND 10 1.00

Carbon Tetrachloride ND 0.50 1.00

Chlorobenzene ND 1.0 1.00

Chloroethane ND 5.0 1.00

Chloroform ND 1.0 1.00

Chloromethane ND 10 1.00

2-Chlorotoluene ND 1.0 1.00

4-Chlorotoluene ND 1.0 1.00

Dibromochloromethane ND 2.0 1.00

1,2-Dibromo-3-Chloropropane ND 5.0 1.00

1,2-Dibromoethane ND 1.0 1.00

Dibromomethane ND 1.0 1.00

1,2-Dichlorobenzene ND 1.0 1.00

1,3-Dichlorobenzene ND 1.0 1.00

1,4-Dichlorobenzene ND 1.0 1.00

Dichlorodifluoromethane ND 5.0 1.00

1,1-Dichloroethane ND 1.0 1.00

1,2-Dichloroethane ND 0.50 1.00

1,1-Dichloroethene ND 1.0 1.00

c-1,2-Dichloroethene ND 1.0 1.00

t-1,2-Dichloroethene ND 1.0 1.00

1,2-Dichloropropane ND 1.0 1.00

1,3-Dichloropropane ND 1.0 1.00

2,2-Dichloropropane ND 1.0 1.00

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501
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Parameter Result RL DF Qualifiers

1,1-Dichloropropene ND 1.0 1.00

c-1,3-Dichloropropene ND 0.50 1.00

t-1,3-Dichloropropene ND 0.50 1.00

Ethylbenzene ND 1.0 1.00

2-Hexanone ND 10 1.00

Isopropylbenzene ND 1.0 1.00

p-Isopropyltoluene ND 1.0 1.00

Methylene Chloride ND 10 1.00

4-Methyl-2-Pentanone ND 10 1.00

Naphthalene ND 10 1.00

n-Propylbenzene ND 1.0 1.00

Styrene ND 1.0 1.00

1,1,1,2-Tetrachloroethane ND 2.0 1.00

1,1,2,2-Tetrachloroethane ND 10 1.00

Tetrachloroethene ND 1.0 1.00

Toluene ND 1.0 1.00

1,2,3-Trichlorobenzene ND 1.0 1.00

1,2,4-Trichlorobenzene ND 1.0 1.00

1,1,1-Trichloroethane ND 1.0 1.00

1,1,2-Trichloro-1,2,2-Trifluoroethane ND 10 1.00

1,1,2-Trichloroethane ND 1.0 1.00

Trichloroethene ND 1.0 1.00

Trichlorofluoromethane ND 10 1.00

1,2,3-Trichloropropane ND 5.0 1.00

1,2,4-Trimethylbenzene ND 1.0 1.00

1,3,5-Trimethylbenzene ND 1.0 1.00

Vinyl Acetate ND 10 1.00

Vinyl Chloride ND 0.50 1.00

p/m-Xylene ND 2.0 1.00

o-Xylene ND 1.0 1.00

Methyl-t-Butyl Ether (MTBE) ND 1.0 1.00

Tert-Butyl Alcohol (TBA) ND 10 1.00

Diisopropyl Ether (DIPE) ND 2.0 1.00

Ethyl-t-Butyl Ether (ETBE) ND 2.0 1.00

Tert-Amyl-Methyl Ether (TAME) ND 2.0 1.00

Ethanol ND 100 1.00

Surrogate Rec. (%) Control Limits Qualifiers

1,4-Bromofluorobenzene 96 77-120

Analytical Report
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Surrogate Rec. (%) Control Limits Qualifiers

Dibromofluoromethane 102 80-128

1,2-Dichloroethane-d4 97 80-129

Toluene-d8 98 80-120

Analytical Report
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Client Sample Number Lab Sample
Number

Date/Time
Collected

Matrix Instrument Date
Prepared

Date/Time
Analyzed

QC Batch ID

FP2-ENV-GW 19-04-2362-5-A 04/30/19
09:45

Aqueous GC/MS PP 05/04/19 05/05/19
03:42

190504L016

Parameter Result RL DF Qualifiers

Acetone ND 20 1.00

Benzene ND 1.0 1.00

Bromobenzene ND 1.0 1.00

Bromochloromethane ND 2.0 1.00

Bromodichloromethane ND 1.0 1.00

Bromoform ND 5.0 1.00

Bromomethane ND 50 1.00

2-Butanone ND 20 1.00

n-Butylbenzene ND 1.0 1.00

sec-Butylbenzene ND 1.0 1.00

tert-Butylbenzene ND 1.0 1.00

Carbon Disulfide ND 10 1.00

Carbon Tetrachloride ND 0.50 1.00

Chlorobenzene ND 1.0 1.00

Chloroethane ND 5.0 1.00

Chloroform ND 1.0 1.00

Chloromethane ND 10 1.00

2-Chlorotoluene ND 1.0 1.00

4-Chlorotoluene ND 1.0 1.00

Dibromochloromethane ND 2.0 1.00

1,2-Dibromo-3-Chloropropane ND 5.0 1.00

1,2-Dibromoethane ND 1.0 1.00

Dibromomethane ND 1.0 1.00

1,2-Dichlorobenzene ND 1.0 1.00

1,3-Dichlorobenzene ND 1.0 1.00

1,4-Dichlorobenzene ND 1.0 1.00

Dichlorodifluoromethane ND 5.0 1.00

1,1-Dichloroethane ND 1.0 1.00

1,2-Dichloroethane ND 0.50 1.00

1,1-Dichloroethene ND 1.0 1.00

c-1,2-Dichloroethene ND 1.0 1.00

t-1,2-Dichloroethene ND 1.0 1.00

1,2-Dichloropropane ND 1.0 1.00

1,3-Dichloropropane ND 1.0 1.00

2,2-Dichloropropane ND 1.0 1.00

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243
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Parameter Result RL DF Qualifiers

1,1-Dichloropropene ND 1.0 1.00

c-1,3-Dichloropropene ND 0.50 1.00

t-1,3-Dichloropropene ND 0.50 1.00

Ethylbenzene ND 1.0 1.00

2-Hexanone ND 10 1.00

Isopropylbenzene ND 1.0 1.00

p-Isopropyltoluene ND 1.0 1.00

Methylene Chloride ND 10 1.00

4-Methyl-2-Pentanone ND 10 1.00

Naphthalene ND 10 1.00

n-Propylbenzene ND 1.0 1.00

Styrene ND 1.0 1.00

1,1,1,2-Tetrachloroethane ND 2.0 1.00

1,1,2,2-Tetrachloroethane ND 10 1.00

Tetrachloroethene ND 1.0 1.00

Toluene ND 1.0 1.00

1,2,3-Trichlorobenzene ND 1.0 1.00

1,2,4-Trichlorobenzene ND 1.0 1.00

1,1,1-Trichloroethane ND 1.0 1.00

1,1,2-Trichloro-1,2,2-Trifluoroethane ND 10 1.00

1,1,2-Trichloroethane ND 1.0 1.00

Trichloroethene ND 1.0 1.00

Trichlorofluoromethane ND 10 1.00

1,2,3-Trichloropropane ND 5.0 1.00

1,2,4-Trimethylbenzene ND 1.0 1.00

1,3,5-Trimethylbenzene ND 1.0 1.00

Vinyl Acetate ND 10 1.00

Vinyl Chloride ND 0.50 1.00

p/m-Xylene ND 2.0 1.00

o-Xylene ND 1.0 1.00

Methyl-t-Butyl Ether (MTBE) ND 1.0 1.00

Tert-Butyl Alcohol (TBA) ND 10 1.00

Diisopropyl Ether (DIPE) ND 2.0 1.00

Ethyl-t-Butyl Ether (ETBE) ND 2.0 1.00

Tert-Amyl-Methyl Ether (TAME) ND 2.0 1.00

Ethanol ND 100 1.00

Surrogate Rec. (%) Control Limits Qualifiers

1,4-Bromofluorobenzene 95 77-120

Analytical Report
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Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 5030C

Method: EPA 8260B

Units: ug/L

Project: SDSU Mission Valley / SD605 Page 8 of 21

   RL: Reporting Limit.     DF: Dilution Factor.     MDL: Method Detection Limit.
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Surrogate Rec. (%) Control Limits Qualifiers

Dibromofluoromethane 100 80-128

1,2-Dichloroethane-d4 99 80-129

Toluene-d8 97 80-120

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 5030C

Method: EPA 8260B

Units: ug/L

Project: SDSU Mission Valley / SD605 Page 9 of 21

   RL: Reporting Limit.     DF: Dilution Factor.     MDL: Method Detection Limit.
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Client Sample Number Lab Sample
Number

Date/Time
Collected

Matrix Instrument Date
Prepared

Date/Time
Analyzed

QC Batch ID

FP3-ENV-GW 19-04-2362-7-A 04/30/19
10:20

Aqueous GC/MS PP 05/04/19 05/05/19
04:13

190504L016

Parameter Result RL DF Qualifiers

Acetone ND 20 1.00

Benzene ND 1.0 1.00

Bromobenzene ND 1.0 1.00

Bromochloromethane ND 2.0 1.00

Bromodichloromethane ND 1.0 1.00

Bromoform ND 5.0 1.00

Bromomethane ND 50 1.00

2-Butanone ND 20 1.00

n-Butylbenzene ND 1.0 1.00

sec-Butylbenzene ND 1.0 1.00

tert-Butylbenzene ND 1.0 1.00

Carbon Disulfide ND 10 1.00

Carbon Tetrachloride ND 0.50 1.00

Chlorobenzene ND 1.0 1.00

Chloroethane ND 5.0 1.00

Chloroform ND 1.0 1.00

Chloromethane ND 10 1.00

2-Chlorotoluene ND 1.0 1.00

4-Chlorotoluene ND 1.0 1.00

Dibromochloromethane ND 2.0 1.00

1,2-Dibromo-3-Chloropropane ND 5.0 1.00

1,2-Dibromoethane ND 1.0 1.00

Dibromomethane ND 1.0 1.00

1,2-Dichlorobenzene ND 1.0 1.00

1,3-Dichlorobenzene ND 1.0 1.00

1,4-Dichlorobenzene ND 1.0 1.00

Dichlorodifluoromethane ND 5.0 1.00

1,1-Dichloroethane ND 1.0 1.00

1,2-Dichloroethane ND 0.50 1.00

1,1-Dichloroethene ND 1.0 1.00

c-1,2-Dichloroethene ND 1.0 1.00

t-1,2-Dichloroethene ND 1.0 1.00

1,2-Dichloropropane ND 1.0 1.00

1,3-Dichloropropane ND 1.0 1.00

2,2-Dichloropropane ND 1.0 1.00

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 5030C

Method: EPA 8260B

Units: ug/L

Project: SDSU Mission Valley / SD605 Page 10 of 21

   RL: Reporting Limit.     DF: Dilution Factor.     MDL: Method Detection Limit.
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Parameter Result RL DF Qualifiers

1,1-Dichloropropene ND 1.0 1.00

c-1,3-Dichloropropene ND 0.50 1.00

t-1,3-Dichloropropene ND 0.50 1.00

Ethylbenzene ND 1.0 1.00

2-Hexanone ND 10 1.00

Isopropylbenzene ND 1.0 1.00

p-Isopropyltoluene ND 1.0 1.00

Methylene Chloride ND 10 1.00

4-Methyl-2-Pentanone ND 10 1.00

Naphthalene ND 10 1.00

n-Propylbenzene ND 1.0 1.00

Styrene ND 1.0 1.00

1,1,1,2-Tetrachloroethane ND 2.0 1.00

1,1,2,2-Tetrachloroethane ND 10 1.00

Tetrachloroethene ND 1.0 1.00

Toluene ND 1.0 1.00

1,2,3-Trichlorobenzene ND 1.0 1.00

1,2,4-Trichlorobenzene ND 1.0 1.00

1,1,1-Trichloroethane ND 1.0 1.00

1,1,2-Trichloro-1,2,2-Trifluoroethane ND 10 1.00

1,1,2-Trichloroethane ND 1.0 1.00

Trichloroethene ND 1.0 1.00

Trichlorofluoromethane ND 10 1.00

1,2,3-Trichloropropane ND 5.0 1.00

1,2,4-Trimethylbenzene ND 1.0 1.00

1,3,5-Trimethylbenzene ND 1.0 1.00

Vinyl Acetate ND 10 1.00

Vinyl Chloride ND 0.50 1.00

p/m-Xylene ND 2.0 1.00

o-Xylene ND 1.0 1.00

Methyl-t-Butyl Ether (MTBE) ND 1.0 1.00

Tert-Butyl Alcohol (TBA) ND 10 1.00

Diisopropyl Ether (DIPE) ND 2.0 1.00

Ethyl-t-Butyl Ether (ETBE) ND 2.0 1.00

Tert-Amyl-Methyl Ether (TAME) ND 2.0 1.00

Ethanol ND 100 1.00

Surrogate Rec. (%) Control Limits Qualifiers

1,4-Bromofluorobenzene 95 77-120

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 5030C

Method: EPA 8260B

Units: ug/L

Project: SDSU Mission Valley / SD605 Page 11 of 21

   RL: Reporting Limit.     DF: Dilution Factor.     MDL: Method Detection Limit.
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Surrogate Rec. (%) Control Limits Qualifiers

Dibromofluoromethane 102 80-128

1,2-Dichloroethane-d4 99 80-129

Toluene-d8 97 80-120

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 5030C

Method: EPA 8260B

Units: ug/L

Project: SDSU Mission Valley / SD605 Page 12 of 21

   RL: Reporting Limit.     DF: Dilution Factor.     MDL: Method Detection Limit.
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Client Sample Number Lab Sample
Number

Date/Time
Collected

Matrix Instrument Date
Prepared

Date/Time
Analyzed

QC Batch ID

FP4-ENV-GW 19-04-2362-9-A 04/30/19
10:50

Aqueous GC/MS PP 05/04/19 05/05/19
04:45

190504L016

Parameter Result RL DF Qualifiers

Acetone ND 20 1.00

Benzene ND 1.0 1.00

Bromobenzene ND 1.0 1.00

Bromochloromethane ND 2.0 1.00

Bromodichloromethane ND 1.0 1.00

Bromoform ND 5.0 1.00

Bromomethane ND 50 1.00

2-Butanone ND 20 1.00

n-Butylbenzene ND 1.0 1.00

sec-Butylbenzene ND 1.0 1.00

tert-Butylbenzene ND 1.0 1.00

Carbon Disulfide ND 10 1.00

Carbon Tetrachloride ND 0.50 1.00

Chlorobenzene ND 1.0 1.00

Chloroethane ND 5.0 1.00

Chloroform ND 1.0 1.00

Chloromethane ND 10 1.00

2-Chlorotoluene ND 1.0 1.00

4-Chlorotoluene ND 1.0 1.00

Dibromochloromethane ND 2.0 1.00

1,2-Dibromo-3-Chloropropane ND 5.0 1.00

1,2-Dibromoethane ND 1.0 1.00

Dibromomethane ND 1.0 1.00

1,2-Dichlorobenzene ND 1.0 1.00

1,3-Dichlorobenzene ND 1.0 1.00

1,4-Dichlorobenzene ND 1.0 1.00

Dichlorodifluoromethane ND 5.0 1.00

1,1-Dichloroethane ND 1.0 1.00

1,2-Dichloroethane ND 0.50 1.00

1,1-Dichloroethene ND 1.0 1.00

c-1,2-Dichloroethene ND 1.0 1.00

t-1,2-Dichloroethene ND 1.0 1.00

1,2-Dichloropropane ND 1.0 1.00

1,3-Dichloropropane ND 1.0 1.00

2,2-Dichloropropane ND 1.0 1.00

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 5030C

Method: EPA 8260B

Units: ug/L

Project: SDSU Mission Valley / SD605 Page 13 of 21

   RL: Reporting Limit.     DF: Dilution Factor.     MDL: Method Detection Limit.
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Parameter Result RL DF Qualifiers

1,1-Dichloropropene ND 1.0 1.00

c-1,3-Dichloropropene ND 0.50 1.00

t-1,3-Dichloropropene ND 0.50 1.00

Ethylbenzene ND 1.0 1.00

2-Hexanone ND 10 1.00

Isopropylbenzene ND 1.0 1.00

p-Isopropyltoluene ND 1.0 1.00

Methylene Chloride ND 10 1.00

4-Methyl-2-Pentanone ND 10 1.00

Naphthalene ND 10 1.00

n-Propylbenzene ND 1.0 1.00

Styrene ND 1.0 1.00

1,1,1,2-Tetrachloroethane ND 2.0 1.00

1,1,2,2-Tetrachloroethane ND 10 1.00

Tetrachloroethene ND 1.0 1.00

Toluene ND 1.0 1.00

1,2,3-Trichlorobenzene ND 1.0 1.00

1,2,4-Trichlorobenzene ND 1.0 1.00

1,1,1-Trichloroethane ND 1.0 1.00

1,1,2-Trichloro-1,2,2-Trifluoroethane ND 10 1.00

1,1,2-Trichloroethane ND 1.0 1.00

Trichloroethene ND 1.0 1.00

Trichlorofluoromethane ND 10 1.00

1,2,3-Trichloropropane ND 5.0 1.00

1,2,4-Trimethylbenzene ND 1.0 1.00

1,3,5-Trimethylbenzene ND 1.0 1.00

Vinyl Acetate ND 10 1.00

Vinyl Chloride ND 0.50 1.00

p/m-Xylene ND 2.0 1.00

o-Xylene ND 1.0 1.00

Methyl-t-Butyl Ether (MTBE) ND 1.0 1.00

Tert-Butyl Alcohol (TBA) ND 10 1.00

Diisopropyl Ether (DIPE) ND 2.0 1.00

Ethyl-t-Butyl Ether (ETBE) ND 2.0 1.00

Tert-Amyl-Methyl Ether (TAME) ND 2.0 1.00

Ethanol ND 100 1.00

Surrogate Rec. (%) Control Limits Qualifiers

1,4-Bromofluorobenzene 95 77-120

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 5030C

Method: EPA 8260B

Units: ug/L

Project: SDSU Mission Valley / SD605 Page 14 of 21

   RL: Reporting Limit.     DF: Dilution Factor.     MDL: Method Detection Limit.
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Surrogate Rec. (%) Control Limits Qualifiers

Dibromofluoromethane 100 80-128

1,2-Dichloroethane-d4 98 80-129

Toluene-d8 98 80-120

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 5030C

Method: EPA 8260B

Units: ug/L

Project: SDSU Mission Valley / SD605 Page 15 of 21

   RL: Reporting Limit.     DF: Dilution Factor.     MDL: Method Detection Limit.
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Client Sample Number Lab Sample
Number

Date/Time
Collected

Matrix Instrument Date
Prepared

Date/Time
Analyzed

QC Batch ID

FP5-ENV-GW 19-04-2362-11-A 04/30/19
11:30

Aqueous GC/MS PP 05/04/19 05/05/19
05:16

190504L016

Parameter Result RL DF Qualifiers

Acetone ND 20 1.00

Benzene ND 1.0 1.00

Bromobenzene ND 1.0 1.00

Bromochloromethane ND 2.0 1.00

Bromodichloromethane ND 1.0 1.00

Bromoform ND 5.0 1.00

Bromomethane ND 50 1.00

2-Butanone ND 20 1.00

n-Butylbenzene ND 1.0 1.00

sec-Butylbenzene ND 1.0 1.00

tert-Butylbenzene ND 1.0 1.00

Carbon Disulfide ND 10 1.00

Carbon Tetrachloride ND 0.50 1.00

Chlorobenzene ND 1.0 1.00

Chloroethane ND 5.0 1.00

Chloroform ND 1.0 1.00

Chloromethane ND 10 1.00

2-Chlorotoluene ND 1.0 1.00

4-Chlorotoluene ND 1.0 1.00

Dibromochloromethane ND 2.0 1.00

1,2-Dibromo-3-Chloropropane ND 5.0 1.00

1,2-Dibromoethane ND 1.0 1.00

Dibromomethane ND 1.0 1.00

1,2-Dichlorobenzene ND 1.0 1.00

1,3-Dichlorobenzene ND 1.0 1.00

1,4-Dichlorobenzene ND 1.0 1.00

Dichlorodifluoromethane ND 5.0 1.00

1,1-Dichloroethane ND 1.0 1.00

1,2-Dichloroethane ND 0.50 1.00

1,1-Dichloroethene ND 1.0 1.00

c-1,2-Dichloroethene ND 1.0 1.00

t-1,2-Dichloroethene ND 1.0 1.00

1,2-Dichloropropane ND 1.0 1.00

1,3-Dichloropropane ND 1.0 1.00

2,2-Dichloropropane ND 1.0 1.00

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 5030C

Method: EPA 8260B

Units: ug/L

Project: SDSU Mission Valley / SD605 Page 16 of 21

   RL: Reporting Limit.     DF: Dilution Factor.     MDL: Method Detection Limit.
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Parameter Result RL DF Qualifiers

1,1-Dichloropropene ND 1.0 1.00

c-1,3-Dichloropropene ND 0.50 1.00

t-1,3-Dichloropropene ND 0.50 1.00

Ethylbenzene ND 1.0 1.00

2-Hexanone ND 10 1.00

Isopropylbenzene ND 1.0 1.00

p-Isopropyltoluene ND 1.0 1.00

Methylene Chloride ND 10 1.00

4-Methyl-2-Pentanone ND 10 1.00

Naphthalene ND 10 1.00

n-Propylbenzene ND 1.0 1.00

Styrene ND 1.0 1.00

1,1,1,2-Tetrachloroethane ND 2.0 1.00

1,1,2,2-Tetrachloroethane ND 10 1.00

Tetrachloroethene ND 1.0 1.00

Toluene ND 1.0 1.00

1,2,3-Trichlorobenzene ND 1.0 1.00

1,2,4-Trichlorobenzene ND 1.0 1.00

1,1,1-Trichloroethane ND 1.0 1.00

1,1,2-Trichloro-1,2,2-Trifluoroethane ND 10 1.00

1,1,2-Trichloroethane ND 1.0 1.00

Trichloroethene ND 1.0 1.00

Trichlorofluoromethane ND 10 1.00

1,2,3-Trichloropropane ND 5.0 1.00

1,2,4-Trimethylbenzene ND 1.0 1.00

1,3,5-Trimethylbenzene ND 1.0 1.00

Vinyl Acetate ND 10 1.00

Vinyl Chloride ND 0.50 1.00

p/m-Xylene ND 2.0 1.00

o-Xylene ND 1.0 1.00

Methyl-t-Butyl Ether (MTBE) ND 1.0 1.00

Tert-Butyl Alcohol (TBA) ND 10 1.00

Diisopropyl Ether (DIPE) ND 2.0 1.00

Ethyl-t-Butyl Ether (ETBE) ND 2.0 1.00

Tert-Amyl-Methyl Ether (TAME) ND 2.0 1.00

Ethanol ND 100 1.00

Surrogate Rec. (%) Control Limits Qualifiers

1,4-Bromofluorobenzene 94 77-120

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 5030C

Method: EPA 8260B

Units: ug/L

Project: SDSU Mission Valley / SD605 Page 17 of 21
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Surrogate Rec. (%) Control Limits Qualifiers

Dibromofluoromethane 101 80-128

1,2-Dichloroethane-d4 98 80-129

Toluene-d8 97 80-120

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 5030C

Method: EPA 8260B

Units: ug/L

Project: SDSU Mission Valley / SD605 Page 18 of 21

   RL: Reporting Limit.     DF: Dilution Factor.     MDL: Method Detection Limit.
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Client Sample Number Lab Sample
Number

Date/Time
Collected

Matrix Instrument Date
Prepared

Date/Time
Analyzed

QC Batch ID

Method Blank 099-14-001-28690 N/A Aqueous GC/MS PP 05/04/19 05/04/19
21:56

190504L016

Parameter Result RL DF Qualifiers

Acetone ND 20 1.00

Benzene ND 1.0 1.00

Bromobenzene ND 1.0 1.00

Bromochloromethane ND 2.0 1.00

Bromodichloromethane ND 1.0 1.00

Bromoform ND 5.0 1.00

Bromomethane ND 50 1.00

2-Butanone ND 20 1.00

n-Butylbenzene ND 1.0 1.00

sec-Butylbenzene ND 1.0 1.00

tert-Butylbenzene ND 1.0 1.00

Carbon Disulfide ND 10 1.00

Carbon Tetrachloride ND 0.50 1.00

Chlorobenzene ND 1.0 1.00

Chloroethane ND 5.0 1.00

Chloroform ND 1.0 1.00

Chloromethane ND 10 1.00

2-Chlorotoluene ND 1.0 1.00

4-Chlorotoluene ND 1.0 1.00

Dibromochloromethane ND 2.0 1.00

1,2-Dibromo-3-Chloropropane ND 5.0 1.00

1,2-Dibromoethane ND 1.0 1.00

Dibromomethane ND 1.0 1.00

1,2-Dichlorobenzene ND 1.0 1.00

1,3-Dichlorobenzene ND 1.0 1.00

1,4-Dichlorobenzene ND 1.0 1.00

Dichlorodifluoromethane ND 5.0 1.00

1,1-Dichloroethane ND 1.0 1.00

1,2-Dichloroethane ND 0.50 1.00

1,1-Dichloroethene ND 1.0 1.00

c-1,2-Dichloroethene ND 1.0 1.00

t-1,2-Dichloroethene ND 1.0 1.00

1,2-Dichloropropane ND 1.0 1.00

1,3-Dichloropropane ND 1.0 1.00

2,2-Dichloropropane ND 1.0 1.00

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 5030C

Method: EPA 8260B

Units: ug/L

Project: SDSU Mission Valley / SD605 Page 19 of 21

   RL: Reporting Limit.     DF: Dilution Factor.     MDL: Method Detection Limit.
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Parameter Result RL DF Qualifiers

1,1-Dichloropropene ND 1.0 1.00

c-1,3-Dichloropropene ND 0.50 1.00

t-1,3-Dichloropropene ND 0.50 1.00

Ethylbenzene ND 1.0 1.00

2-Hexanone ND 10 1.00

Isopropylbenzene ND 1.0 1.00

p-Isopropyltoluene ND 1.0 1.00

Methylene Chloride ND 10 1.00

4-Methyl-2-Pentanone ND 10 1.00

Naphthalene ND 10 1.00

n-Propylbenzene ND 1.0 1.00

Styrene ND 1.0 1.00

1,1,1,2-Tetrachloroethane ND 2.0 1.00

1,1,2,2-Tetrachloroethane ND 10 1.00

Tetrachloroethene ND 1.0 1.00

Toluene ND 1.0 1.00

1,2,3-Trichlorobenzene ND 1.0 1.00

1,2,4-Trichlorobenzene ND 1.0 1.00

1,1,1-Trichloroethane ND 1.0 1.00

1,1,2-Trichloro-1,2,2-Trifluoroethane ND 10 1.00

1,1,2-Trichloroethane ND 1.0 1.00

Trichloroethene ND 1.0 1.00

Trichlorofluoromethane ND 10 1.00

1,2,3-Trichloropropane ND 5.0 1.00

1,2,4-Trimethylbenzene ND 1.0 1.00

1,3,5-Trimethylbenzene ND 1.0 1.00

Vinyl Acetate ND 10 1.00

Vinyl Chloride ND 0.50 1.00

p/m-Xylene ND 2.0 1.00

o-Xylene ND 1.0 1.00

Methyl-t-Butyl Ether (MTBE) ND 1.0 1.00

Tert-Butyl Alcohol (TBA) ND 10 1.00

Diisopropyl Ether (DIPE) ND 2.0 1.00

Ethyl-t-Butyl Ether (ETBE) ND 2.0 1.00

Tert-Amyl-Methyl Ether (TAME) ND 2.0 1.00

Ethanol ND 100 1.00

Surrogate Rec. (%) Control Limits Qualifiers

1,4-Bromofluorobenzene 96 77-120

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 5030C

Method: EPA 8260B

Units: ug/L

Project: SDSU Mission Valley / SD605 Page 20 of 21
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Surrogate Rec. (%) Control Limits Qualifiers

Dibromofluoromethane 101 80-128

1,2-Dichloroethane-d4 97 80-129

Toluene-d8 97 80-120

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 5030C

Method: EPA 8260B

Units: ug/L

Project: SDSU Mission Valley / SD605 Page 21 of 21

   RL: Reporting Limit.     DF: Dilution Factor.     MDL: Method Detection Limit.
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Client Sample Number Lab Sample
Number

Date/Time
Collected

Matrix Instrument Date
Prepared

Date/Time
Analyzed

QC Batch ID

FP1-ENV-10 19-04-2362-2-C 04/30/19
08:30

Solid GC/MS QQ 04/30/19 05/03/19
19:35

190503L015

Parameter Result RL DF Qualifiers

Acetone ND 46 1.00

Benzene ND 0.92 1.00

Bromobenzene ND 0.92 1.00

Bromochloromethane ND 1.8 1.00

Bromodichloromethane ND 0.92 1.00

Bromoform ND 4.6 1.00

Bromomethane ND 18 1.00

2-Butanone ND 18 1.00

n-Butylbenzene ND 0.92 1.00

sec-Butylbenzene ND 0.92 1.00

tert-Butylbenzene ND 0.92 1.00

Carbon Disulfide ND 9.2 1.00

Carbon Tetrachloride ND 0.92 1.00

Chlorobenzene ND 0.92 1.00

Chloroethane ND 1.8 1.00

Chloroform ND 0.92 1.00

Chloromethane ND 18 1.00

2-Chlorotoluene ND 0.92 1.00

4-Chlorotoluene ND 0.92 1.00

Dibromochloromethane ND 1.8 1.00

1,2-Dibromo-3-Chloropropane ND 4.6 1.00

1,2-Dibromoethane ND 0.92 1.00

Dibromomethane ND 0.92 1.00

1,2-Dichlorobenzene ND 0.92 1.00

1,3-Dichlorobenzene ND 0.92 1.00

1,4-Dichlorobenzene ND 0.92 1.00

Dichlorodifluoromethane ND 1.8 1.00

1,1-Dichloroethane ND 0.92 1.00

1,2-Dichloroethane ND 0.92 1.00

1,1-Dichloroethene ND 0.92 1.00

c-1,2-Dichloroethene ND 0.92 1.00

t-1,2-Dichloroethene ND 0.92 1.00

1,2-Dichloropropane ND 0.92 1.00

1,3-Dichloropropane ND 0.92 1.00

2,2-Dichloropropane ND 4.6 1.00

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 5035

Method: EPA 8260B

Units: ug/kg

Project: SDSU Mission Valley / SD605 Page 1 of 21

   RL: Reporting Limit.     DF: Dilution Factor.     MDL: Method Detection Limit.
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Parameter Result RL DF Qualifiers

1,1-Dichloropropene ND 1.8 1.00

c-1,3-Dichloropropene ND 0.92 1.00

t-1,3-Dichloropropene ND 1.8 1.00

Ethylbenzene ND 0.92 1.00

2-Hexanone ND 18 1.00

Isopropylbenzene ND 0.92 1.00

p-Isopropyltoluene ND 0.92 1.00

Methylene Chloride ND 9.2 1.00

4-Methyl-2-Pentanone ND 18 1.00

Naphthalene ND 9.2 1.00

n-Propylbenzene ND 1.8 1.00

Styrene ND 0.92 1.00

1,1,1,2-Tetrachloroethane ND 0.92 1.00

1,1,2,2-Tetrachloroethane ND 1.8 1.00

Tetrachloroethene ND 0.92 1.00

Toluene ND 0.92 1.00

1,2,3-Trichlorobenzene ND 1.8 1.00

1,2,4-Trichlorobenzene ND 1.8 1.00

1,1,1-Trichloroethane ND 0.92 1.00

1,1,2-Trichloroethane ND 0.92 1.00

1,1,2-Trichloro-1,2,2-Trifluoroethane ND 9.2 1.00

Trichloroethene ND 1.8 1.00

Trichlorofluoromethane ND 9.2 1.00

1,2,3-Trichloropropane ND 1.8 1.00

1,2,4-Trimethylbenzene ND 1.8 1.00

1,3,5-Trimethylbenzene ND 1.8 1.00

Vinyl Acetate ND 9.2 1.00

Vinyl Chloride ND 0.92 1.00

p/m-Xylene ND 1.8 1.00

o-Xylene ND 0.92 1.00

Methyl-t-Butyl Ether (MTBE) ND 1.8 1.00

Tert-Butyl Alcohol (TBA) ND 18 1.00

Diisopropyl Ether (DIPE) ND 0.92 1.00

Ethyl-t-Butyl Ether (ETBE) ND 0.92 1.00

Tert-Amyl-Methyl Ether (TAME) ND 0.92 1.00

Ethanol ND 460 1.00

Surrogate Rec. (%) Control Limits Qualifiers

1,4-Bromofluorobenzene 98 80-120

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 5035

Method: EPA 8260B

Units: ug/kg

Project: SDSU Mission Valley / SD605 Page 2 of 21

   RL: Reporting Limit.     DF: Dilution Factor.     MDL: Method Detection Limit.
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Surrogate Rec. (%) Control Limits Qualifiers

Dibromofluoromethane 105 79-133

1,2-Dichloroethane-d4 118 71-155

Toluene-d8 102 80-120

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 5035

Method: EPA 8260B

Units: ug/kg

Project: SDSU Mission Valley / SD605 Page 3 of 21

   RL: Reporting Limit.     DF: Dilution Factor.     MDL: Method Detection Limit.
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Client Sample Number Lab Sample
Number

Date/Time
Collected

Matrix Instrument Date
Prepared

Date/Time
Analyzed

QC Batch ID

FP2-ENV-8 19-04-2362-4-C 04/30/19
09:30

Solid GC/MS QQ 04/30/19 05/03/19
20:04

190503L015

Parameter Result RL DF Qualifiers

Acetone ND 60 1.00

Benzene ND 1.2 1.00

Bromobenzene ND 1.2 1.00

Bromochloromethane ND 2.4 1.00

Bromodichloromethane ND 1.2 1.00

Bromoform ND 6.0 1.00

Bromomethane ND 24 1.00

2-Butanone ND 24 1.00

n-Butylbenzene ND 1.2 1.00

sec-Butylbenzene ND 1.2 1.00

tert-Butylbenzene ND 1.2 1.00

Carbon Disulfide ND 12 1.00

Carbon Tetrachloride ND 1.2 1.00

Chlorobenzene ND 1.2 1.00

Chloroethane ND 2.4 1.00

Chloroform ND 1.2 1.00

Chloromethane ND 24 1.00

2-Chlorotoluene ND 1.2 1.00

4-Chlorotoluene ND 1.2 1.00

Dibromochloromethane ND 2.4 1.00

1,2-Dibromo-3-Chloropropane ND 6.0 1.00

1,2-Dibromoethane ND 1.2 1.00

Dibromomethane ND 1.2 1.00

1,2-Dichlorobenzene ND 1.2 1.00

1,3-Dichlorobenzene ND 1.2 1.00

1,4-Dichlorobenzene ND 1.2 1.00

Dichlorodifluoromethane ND 2.4 1.00

1,1-Dichloroethane ND 1.2 1.00

1,2-Dichloroethane ND 1.2 1.00

1,1-Dichloroethene ND 1.2 1.00

c-1,2-Dichloroethene ND 1.2 1.00

t-1,2-Dichloroethene ND 1.2 1.00

1,2-Dichloropropane ND 1.2 1.00

1,3-Dichloropropane ND 1.2 1.00

2,2-Dichloropropane ND 6.0 1.00

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 5035

Method: EPA 8260B

Units: ug/kg

Project: SDSU Mission Valley / SD605 Page 4 of 21

   RL: Reporting Limit.     DF: Dilution Factor.     MDL: Method Detection Limit.
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Parameter Result RL DF Qualifiers

1,1-Dichloropropene ND 2.4 1.00

c-1,3-Dichloropropene ND 1.2 1.00

t-1,3-Dichloropropene ND 2.4 1.00

Ethylbenzene ND 1.2 1.00

2-Hexanone ND 24 1.00

Isopropylbenzene ND 1.2 1.00

p-Isopropyltoluene ND 1.2 1.00

Methylene Chloride ND 12 1.00

4-Methyl-2-Pentanone ND 24 1.00

Naphthalene ND 12 1.00

n-Propylbenzene ND 2.4 1.00

Styrene ND 1.2 1.00

1,1,1,2-Tetrachloroethane ND 1.2 1.00

1,1,2,2-Tetrachloroethane ND 2.4 1.00

Tetrachloroethene ND 1.2 1.00

Toluene ND 1.2 1.00

1,2,3-Trichlorobenzene ND 2.4 1.00

1,2,4-Trichlorobenzene ND 2.4 1.00

1,1,1-Trichloroethane ND 1.2 1.00

1,1,2-Trichloroethane ND 1.2 1.00

1,1,2-Trichloro-1,2,2-Trifluoroethane ND 12 1.00

Trichloroethene ND 2.4 1.00

Trichlorofluoromethane ND 12 1.00

1,2,3-Trichloropropane ND 2.4 1.00

1,2,4-Trimethylbenzene ND 2.4 1.00

1,3,5-Trimethylbenzene ND 2.4 1.00

Vinyl Acetate ND 12 1.00

Vinyl Chloride ND 1.2 1.00

p/m-Xylene ND 2.4 1.00

o-Xylene ND 1.2 1.00

Methyl-t-Butyl Ether (MTBE) ND 2.4 1.00

Tert-Butyl Alcohol (TBA) ND 24 1.00

Diisopropyl Ether (DIPE) ND 1.2 1.00

Ethyl-t-Butyl Ether (ETBE) ND 1.2 1.00

Tert-Amyl-Methyl Ether (TAME) ND 1.2 1.00

Ethanol ND 600 1.00

Surrogate Rec. (%) Control Limits Qualifiers

1,4-Bromofluorobenzene 98 80-120

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 5035

Method: EPA 8260B

Units: ug/kg

Project: SDSU Mission Valley / SD605 Page 5 of 21

   RL: Reporting Limit.     DF: Dilution Factor.     MDL: Method Detection Limit.
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Surrogate Rec. (%) Control Limits Qualifiers

Dibromofluoromethane 108 79-133

1,2-Dichloroethane-d4 120 71-155

Toluene-d8 101 80-120

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 5035

Method: EPA 8260B

Units: ug/kg

Project: SDSU Mission Valley / SD605 Page 6 of 21

   RL: Reporting Limit.     DF: Dilution Factor.     MDL: Method Detection Limit.
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Client Sample Number Lab Sample
Number

Date/Time
Collected

Matrix Instrument Date
Prepared

Date/Time
Analyzed

QC Batch ID

FP3-ENV-9 19-04-2362-6-C 04/30/19
10:15

Solid GC/MS QQ 04/30/19 05/03/19
20:33

190503L015

Parameter Result RL DF Qualifiers

Acetone ND 46 1.00

Benzene ND 0.93 1.00

Bromobenzene ND 0.93 1.00

Bromochloromethane ND 1.9 1.00

Bromodichloromethane ND 0.93 1.00

Bromoform ND 4.6 1.00

Bromomethane ND 19 1.00

2-Butanone ND 19 1.00

n-Butylbenzene ND 0.93 1.00

sec-Butylbenzene ND 0.93 1.00

tert-Butylbenzene ND 0.93 1.00

Carbon Disulfide ND 9.3 1.00

Carbon Tetrachloride ND 0.93 1.00

Chlorobenzene ND 0.93 1.00

Chloroethane ND 1.9 1.00

Chloroform ND 0.93 1.00

Chloromethane ND 19 1.00

2-Chlorotoluene ND 0.93 1.00

4-Chlorotoluene ND 0.93 1.00

Dibromochloromethane ND 1.9 1.00

1,2-Dibromo-3-Chloropropane ND 4.6 1.00

1,2-Dibromoethane ND 0.93 1.00

Dibromomethane ND 0.93 1.00

1,2-Dichlorobenzene ND 0.93 1.00

1,3-Dichlorobenzene ND 0.93 1.00

1,4-Dichlorobenzene ND 0.93 1.00

Dichlorodifluoromethane ND 1.9 1.00

1,1-Dichloroethane ND 0.93 1.00

1,2-Dichloroethane ND 0.93 1.00

1,1-Dichloroethene ND 0.93 1.00

c-1,2-Dichloroethene ND 0.93 1.00

t-1,2-Dichloroethene ND 0.93 1.00

1,2-Dichloropropane ND 0.93 1.00

1,3-Dichloropropane ND 0.93 1.00

2,2-Dichloropropane ND 4.6 1.00

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 5035

Method: EPA 8260B

Units: ug/kg

Project: SDSU Mission Valley / SD605 Page 7 of 21

   RL: Reporting Limit.     DF: Dilution Factor.     MDL: Method Detection Limit.
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Parameter Result RL DF Qualifiers

1,1-Dichloropropene ND 1.9 1.00

c-1,3-Dichloropropene ND 0.93 1.00

t-1,3-Dichloropropene ND 1.9 1.00

Ethylbenzene ND 0.93 1.00

2-Hexanone ND 19 1.00

Isopropylbenzene ND 0.93 1.00

p-Isopropyltoluene ND 0.93 1.00

Methylene Chloride ND 9.3 1.00

4-Methyl-2-Pentanone ND 19 1.00

Naphthalene ND 9.3 1.00

n-Propylbenzene ND 1.9 1.00

Styrene ND 0.93 1.00

1,1,1,2-Tetrachloroethane ND 0.93 1.00

1,1,2,2-Tetrachloroethane ND 1.9 1.00

Tetrachloroethene ND 0.93 1.00

Toluene ND 0.93 1.00

1,2,3-Trichlorobenzene ND 1.9 1.00

1,2,4-Trichlorobenzene ND 1.9 1.00

1,1,1-Trichloroethane ND 0.93 1.00

1,1,2-Trichloroethane ND 0.93 1.00

1,1,2-Trichloro-1,2,2-Trifluoroethane ND 9.3 1.00

Trichloroethene ND 1.9 1.00

Trichlorofluoromethane ND 9.3 1.00

1,2,3-Trichloropropane ND 1.9 1.00

1,2,4-Trimethylbenzene ND 1.9 1.00

1,3,5-Trimethylbenzene ND 1.9 1.00

Vinyl Acetate ND 9.3 1.00

Vinyl Chloride ND 0.93 1.00

p/m-Xylene ND 1.9 1.00

o-Xylene ND 0.93 1.00

Methyl-t-Butyl Ether (MTBE) ND 1.9 1.00

Tert-Butyl Alcohol (TBA) ND 19 1.00

Diisopropyl Ether (DIPE) ND 0.93 1.00

Ethyl-t-Butyl Ether (ETBE) ND 0.93 1.00

Tert-Amyl-Methyl Ether (TAME) ND 0.93 1.00

Ethanol ND 460 1.00

Surrogate Rec. (%) Control Limits Qualifiers

1,4-Bromofluorobenzene 98 80-120

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 5035

Method: EPA 8260B

Units: ug/kg

Project: SDSU Mission Valley / SD605 Page 8 of 21

   RL: Reporting Limit.     DF: Dilution Factor.     MDL: Method Detection Limit.
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Surrogate Rec. (%) Control Limits Qualifiers

Dibromofluoromethane 109 79-133

1,2-Dichloroethane-d4 119 71-155

Toluene-d8 101 80-120

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 5035

Method: EPA 8260B

Units: ug/kg

Project: SDSU Mission Valley / SD605 Page 9 of 21

   RL: Reporting Limit.     DF: Dilution Factor.     MDL: Method Detection Limit.
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Client Sample Number Lab Sample
Number

Date/Time
Collected

Matrix Instrument Date
Prepared

Date/Time
Analyzed

QC Batch ID

FP4-ENV-7 19-04-2362-8-C 04/30/19
10:45

Solid GC/MS QQ 04/30/19 05/06/19
14:16

190506L015

Parameter Result RL DF Qualifiers

Acetone 46 42 1.00

Benzene ND 0.85 1.00

Bromobenzene ND 0.85 1.00

Bromochloromethane ND 1.7 1.00

Bromodichloromethane ND 0.85 1.00

Bromoform ND 4.2 1.00

Bromomethane ND 17 1.00

2-Butanone ND 17 1.00

n-Butylbenzene ND 0.85 1.00

sec-Butylbenzene ND 0.85 1.00

tert-Butylbenzene ND 0.85 1.00

Carbon Disulfide ND 8.5 1.00

Carbon Tetrachloride ND 0.85 1.00

Chlorobenzene ND 0.85 1.00

Chloroethane ND 1.7 1.00

Chloroform ND 0.85 1.00

Chloromethane ND 17 1.00

2-Chlorotoluene ND 0.85 1.00

4-Chlorotoluene ND 0.85 1.00

Dibromochloromethane ND 1.7 1.00

1,2-Dibromo-3-Chloropropane ND 4.2 1.00

1,2-Dibromoethane ND 0.85 1.00

Dibromomethane ND 0.85 1.00

1,2-Dichlorobenzene ND 0.85 1.00

1,3-Dichlorobenzene ND 0.85 1.00

1,4-Dichlorobenzene ND 0.85 1.00

Dichlorodifluoromethane ND 1.7 1.00

1,1-Dichloroethane ND 0.85 1.00

1,2-Dichloroethane ND 0.85 1.00

1,1-Dichloroethene ND 0.85 1.00

c-1,2-Dichloroethene ND 0.85 1.00

t-1,2-Dichloroethene ND 0.85 1.00

1,2-Dichloropropane ND 0.85 1.00

1,3-Dichloropropane ND 0.85 1.00

2,2-Dichloropropane ND 4.2 1.00

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 5035

Method: EPA 8260B

Units: ug/kg

Project: SDSU Mission Valley / SD605 Page 10 of 21

   RL: Reporting Limit.     DF: Dilution Factor.     MDL: Method Detection Limit.

R
et

ur
n 

to
 C

on
te

nt
s

Page 48 of 77



Parameter Result RL DF Qualifiers

1,1-Dichloropropene ND 1.7 1.00

c-1,3-Dichloropropene ND 0.85 1.00

t-1,3-Dichloropropene ND 1.7 1.00

Ethylbenzene ND 0.85 1.00

2-Hexanone ND 17 1.00

Isopropylbenzene ND 0.85 1.00

p-Isopropyltoluene ND 0.85 1.00

Methylene Chloride ND 8.5 1.00

4-Methyl-2-Pentanone ND 17 1.00

Naphthalene ND 8.5 1.00

n-Propylbenzene ND 1.7 1.00

Styrene ND 0.85 1.00

1,1,1,2-Tetrachloroethane ND 0.85 1.00

1,1,2,2-Tetrachloroethane ND 1.7 1.00

Tetrachloroethene ND 0.85 1.00

Toluene ND 0.85 1.00

1,2,3-Trichlorobenzene ND 1.7 1.00

1,2,4-Trichlorobenzene ND 1.7 1.00

1,1,1-Trichloroethane ND 0.85 1.00

1,1,2-Trichloroethane ND 0.85 1.00

1,1,2-Trichloro-1,2,2-Trifluoroethane ND 8.5 1.00

Trichloroethene ND 1.7 1.00

Trichlorofluoromethane ND 8.5 1.00

1,2,3-Trichloropropane ND 1.7 1.00

1,2,4-Trimethylbenzene ND 1.7 1.00

1,3,5-Trimethylbenzene ND 1.7 1.00

Vinyl Acetate ND 8.5 1.00

Vinyl Chloride ND 0.85 1.00

p/m-Xylene ND 1.7 1.00

o-Xylene ND 0.85 1.00

Methyl-t-Butyl Ether (MTBE) ND 1.7 1.00

Tert-Butyl Alcohol (TBA) ND 17 1.00

Diisopropyl Ether (DIPE) ND 0.85 1.00

Ethyl-t-Butyl Ether (ETBE) ND 0.85 1.00

Tert-Amyl-Methyl Ether (TAME) ND 0.85 1.00

Ethanol ND 420 1.00

Surrogate Rec. (%) Control Limits Qualifiers

1,4-Bromofluorobenzene 100 80-120

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 5035

Method: EPA 8260B

Units: ug/kg

Project: SDSU Mission Valley / SD605 Page 11 of 21

   RL: Reporting Limit.     DF: Dilution Factor.     MDL: Method Detection Limit.
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Surrogate Rec. (%) Control Limits Qualifiers

Dibromofluoromethane 105 79-133

1,2-Dichloroethane-d4 115 71-155

Toluene-d8 101 80-120

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 5035

Method: EPA 8260B

Units: ug/kg

Project: SDSU Mission Valley / SD605 Page 12 of 21

   RL: Reporting Limit.     DF: Dilution Factor.     MDL: Method Detection Limit.
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Client Sample Number Lab Sample
Number

Date/Time
Collected

Matrix Instrument Date
Prepared

Date/Time
Analyzed

QC Batch ID

FP5-ENV-8 19-04-2362-10-C 04/30/19
11:15

Solid GC/MS QQ 04/30/19 05/06/19
14:44

190506L015

Parameter Result RL DF Qualifiers

Acetone ND 43 1.00

Benzene ND 0.87 1.00

Bromobenzene ND 0.87 1.00

Bromochloromethane ND 1.7 1.00

Bromodichloromethane ND 0.87 1.00

Bromoform ND 4.3 1.00

Bromomethane ND 17 1.00

2-Butanone ND 17 1.00

n-Butylbenzene ND 0.87 1.00

sec-Butylbenzene ND 0.87 1.00

tert-Butylbenzene ND 0.87 1.00

Carbon Disulfide ND 8.7 1.00

Carbon Tetrachloride ND 0.87 1.00

Chlorobenzene ND 0.87 1.00

Chloroethane ND 1.7 1.00

Chloroform ND 0.87 1.00

Chloromethane ND 17 1.00

2-Chlorotoluene ND 0.87 1.00

4-Chlorotoluene ND 0.87 1.00

Dibromochloromethane ND 1.7 1.00

1,2-Dibromo-3-Chloropropane ND 4.3 1.00

1,2-Dibromoethane ND 0.87 1.00

Dibromomethane ND 0.87 1.00

1,2-Dichlorobenzene ND 0.87 1.00

1,3-Dichlorobenzene ND 0.87 1.00

1,4-Dichlorobenzene ND 0.87 1.00

Dichlorodifluoromethane ND 1.7 1.00

1,1-Dichloroethane ND 0.87 1.00

1,2-Dichloroethane ND 0.87 1.00

1,1-Dichloroethene ND 0.87 1.00

c-1,2-Dichloroethene ND 0.87 1.00

t-1,2-Dichloroethene ND 0.87 1.00

1,2-Dichloropropane ND 0.87 1.00

1,3-Dichloropropane ND 0.87 1.00

2,2-Dichloropropane ND 4.3 1.00

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 5035

Method: EPA 8260B

Units: ug/kg

Project: SDSU Mission Valley / SD605 Page 13 of 21

   RL: Reporting Limit.     DF: Dilution Factor.     MDL: Method Detection Limit.
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Parameter Result RL DF Qualifiers

1,1-Dichloropropene ND 1.7 1.00

c-1,3-Dichloropropene ND 0.87 1.00

t-1,3-Dichloropropene ND 1.7 1.00

Ethylbenzene ND 0.87 1.00

2-Hexanone ND 17 1.00

Isopropylbenzene ND 0.87 1.00

p-Isopropyltoluene ND 0.87 1.00

Methylene Chloride ND 8.7 1.00

4-Methyl-2-Pentanone ND 17 1.00

Naphthalene ND 8.7 1.00

n-Propylbenzene ND 1.7 1.00

Styrene ND 0.87 1.00

1,1,1,2-Tetrachloroethane ND 0.87 1.00

1,1,2,2-Tetrachloroethane ND 1.7 1.00

Tetrachloroethene ND 0.87 1.00

Toluene ND 0.87 1.00

1,2,3-Trichlorobenzene ND 1.7 1.00

1,2,4-Trichlorobenzene ND 1.7 1.00

1,1,1-Trichloroethane ND 0.87 1.00

1,1,2-Trichloroethane ND 0.87 1.00

1,1,2-Trichloro-1,2,2-Trifluoroethane ND 8.7 1.00

Trichloroethene ND 1.7 1.00

Trichlorofluoromethane ND 8.7 1.00

1,2,3-Trichloropropane ND 1.7 1.00

1,2,4-Trimethylbenzene ND 1.7 1.00

1,3,5-Trimethylbenzene ND 1.7 1.00

Vinyl Acetate ND 8.7 1.00

Vinyl Chloride ND 0.87 1.00

p/m-Xylene ND 1.7 1.00

o-Xylene ND 0.87 1.00

Methyl-t-Butyl Ether (MTBE) ND 1.7 1.00

Tert-Butyl Alcohol (TBA) ND 17 1.00

Diisopropyl Ether (DIPE) ND 0.87 1.00

Ethyl-t-Butyl Ether (ETBE) ND 0.87 1.00

Tert-Amyl-Methyl Ether (TAME) ND 0.87 1.00

Ethanol ND 430 1.00

Surrogate Rec. (%) Control Limits Qualifiers

1,4-Bromofluorobenzene 99 80-120

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 5035

Method: EPA 8260B

Units: ug/kg

Project: SDSU Mission Valley / SD605 Page 14 of 21
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Surrogate Rec. (%) Control Limits Qualifiers

Dibromofluoromethane 107 79-133

1,2-Dichloroethane-d4 116 71-155

Toluene-d8 100 80-120

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 5035

Method: EPA 8260B

Units: ug/kg

Project: SDSU Mission Valley / SD605 Page 15 of 21

   RL: Reporting Limit.     DF: Dilution Factor.     MDL: Method Detection Limit.

R
et

ur
n 

to
 C

on
te

nt
s

Page 53 of 77



Client Sample Number Lab Sample
Number

Date/Time
Collected

Matrix Instrument Date
Prepared

Date/Time
Analyzed

QC Batch ID

Method Blank 095-01-025-31009 N/A Solid GC/MS QQ 05/03/19 05/03/19
11:53

190503L015

Parameter Result RL DF Qualifiers

Acetone ND 50 1.00

Benzene ND 1.0 1.00

Bromobenzene ND 1.0 1.00

Bromochloromethane ND 2.0 1.00

Bromodichloromethane ND 1.0 1.00

Bromoform ND 5.0 1.00

Bromomethane ND 20 1.00

2-Butanone ND 20 1.00

n-Butylbenzene ND 1.0 1.00

sec-Butylbenzene ND 1.0 1.00

tert-Butylbenzene ND 1.0 1.00

Carbon Disulfide ND 10 1.00

Carbon Tetrachloride ND 1.0 1.00

Chlorobenzene ND 1.0 1.00

Chloroethane ND 2.0 1.00

Chloroform ND 1.0 1.00

Chloromethane ND 20 1.00

2-Chlorotoluene ND 1.0 1.00

4-Chlorotoluene ND 1.0 1.00

Dibromochloromethane ND 2.0 1.00

1,2-Dibromo-3-Chloropropane ND 5.0 1.00

1,2-Dibromoethane ND 1.0 1.00

Dibromomethane ND 1.0 1.00

1,2-Dichlorobenzene ND 1.0 1.00

1,3-Dichlorobenzene ND 1.0 1.00

1,4-Dichlorobenzene ND 1.0 1.00

Dichlorodifluoromethane ND 2.0 1.00

1,1-Dichloroethane ND 1.0 1.00

1,2-Dichloroethane ND 1.0 1.00

1,1-Dichloroethene ND 1.0 1.00

c-1,2-Dichloroethene ND 1.0 1.00

t-1,2-Dichloroethene ND 1.0 1.00

1,2-Dichloropropane ND 1.0 1.00

1,3-Dichloropropane ND 1.0 1.00

2,2-Dichloropropane ND 5.0 1.00

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 5035

Method: EPA 8260B

Units: ug/kg

Project: SDSU Mission Valley / SD605 Page 16 of 21
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Parameter Result RL DF Qualifiers

1,1-Dichloropropene ND 2.0 1.00

c-1,3-Dichloropropene ND 1.0 1.00

t-1,3-Dichloropropene ND 2.0 1.00

Ethylbenzene ND 1.0 1.00

2-Hexanone ND 20 1.00

Isopropylbenzene ND 1.0 1.00

p-Isopropyltoluene ND 1.0 1.00

Methylene Chloride ND 10 1.00

4-Methyl-2-Pentanone ND 20 1.00

Naphthalene ND 10 1.00

n-Propylbenzene ND 2.0 1.00

Styrene ND 1.0 1.00

1,1,1,2-Tetrachloroethane ND 1.0 1.00

1,1,2,2-Tetrachloroethane ND 2.0 1.00

Tetrachloroethene ND 1.0 1.00

Toluene ND 1.0 1.00

1,2,3-Trichlorobenzene ND 2.0 1.00

1,2,4-Trichlorobenzene ND 2.0 1.00

1,1,1-Trichloroethane ND 1.0 1.00

1,1,2-Trichloroethane ND 1.0 1.00

1,1,2-Trichloro-1,2,2-Trifluoroethane ND 10 1.00

Trichloroethene ND 2.0 1.00

Trichlorofluoromethane ND 10 1.00

1,2,3-Trichloropropane ND 2.0 1.00

1,2,4-Trimethylbenzene ND 2.0 1.00

1,3,5-Trimethylbenzene ND 2.0 1.00

Vinyl Acetate ND 10 1.00

Vinyl Chloride ND 1.0 1.00

p/m-Xylene ND 2.0 1.00

o-Xylene ND 1.0 1.00

Methyl-t-Butyl Ether (MTBE) ND 2.0 1.00

Tert-Butyl Alcohol (TBA) ND 20 1.00

Diisopropyl Ether (DIPE) ND 1.0 1.00

Ethyl-t-Butyl Ether (ETBE) ND 1.0 1.00

Tert-Amyl-Methyl Ether (TAME) ND 1.0 1.00

Ethanol ND 500 1.00

Surrogate Rec. (%) Control Limits Qualifiers

1,4-Bromofluorobenzene 98 80-120

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 5035

Method: EPA 8260B

Units: ug/kg

Project: SDSU Mission Valley / SD605 Page 17 of 21
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Surrogate Rec. (%) Control Limits Qualifiers

Dibromofluoromethane 101 79-133

1,2-Dichloroethane-d4 104 71-155

Toluene-d8 101 80-120

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 5035

Method: EPA 8260B

Units: ug/kg

Project: SDSU Mission Valley / SD605 Page 18 of 21

   RL: Reporting Limit.     DF: Dilution Factor.     MDL: Method Detection Limit.
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Client Sample Number Lab Sample
Number

Date/Time
Collected

Matrix Instrument Date
Prepared

Date/Time
Analyzed

QC Batch ID

Method Blank 095-01-025-31015 N/A Solid GC/MS QQ 05/06/19 05/06/19
11:52

190506L015

Parameter Result RL DF Qualifiers

Acetone ND 50 1.00

Benzene ND 1.0 1.00

Bromobenzene ND 1.0 1.00

Bromochloromethane ND 2.0 1.00

Bromodichloromethane ND 1.0 1.00

Bromoform ND 5.0 1.00

Bromomethane ND 20 1.00

2-Butanone ND 20 1.00

n-Butylbenzene ND 1.0 1.00

sec-Butylbenzene ND 1.0 1.00

tert-Butylbenzene ND 1.0 1.00

Carbon Disulfide ND 10 1.00

Carbon Tetrachloride ND 1.0 1.00

Chlorobenzene ND 1.0 1.00

Chloroethane ND 2.0 1.00

Chloroform ND 1.0 1.00

Chloromethane ND 20 1.00

2-Chlorotoluene ND 1.0 1.00

4-Chlorotoluene ND 1.0 1.00

Dibromochloromethane ND 2.0 1.00

1,2-Dibromo-3-Chloropropane ND 5.0 1.00

1,2-Dibromoethane ND 1.0 1.00

Dibromomethane ND 1.0 1.00

1,2-Dichlorobenzene ND 1.0 1.00

1,3-Dichlorobenzene ND 1.0 1.00

1,4-Dichlorobenzene ND 1.0 1.00

Dichlorodifluoromethane ND 2.0 1.00

1,1-Dichloroethane ND 1.0 1.00

1,2-Dichloroethane ND 1.0 1.00

1,1-Dichloroethene ND 1.0 1.00

c-1,2-Dichloroethene ND 1.0 1.00

t-1,2-Dichloroethene ND 1.0 1.00

1,2-Dichloropropane ND 1.0 1.00

1,3-Dichloropropane ND 1.0 1.00

2,2-Dichloropropane ND 5.0 1.00

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 5035

Method: EPA 8260B

Units: ug/kg

Project: SDSU Mission Valley / SD605 Page 19 of 21

   RL: Reporting Limit.     DF: Dilution Factor.     MDL: Method Detection Limit.
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Parameter Result RL DF Qualifiers

1,1-Dichloropropene ND 2.0 1.00

c-1,3-Dichloropropene ND 1.0 1.00

t-1,3-Dichloropropene ND 2.0 1.00

Ethylbenzene ND 1.0 1.00

2-Hexanone ND 20 1.00

Isopropylbenzene ND 1.0 1.00

p-Isopropyltoluene ND 1.0 1.00

Methylene Chloride ND 10 1.00

4-Methyl-2-Pentanone ND 20 1.00

Naphthalene ND 10 1.00

n-Propylbenzene ND 2.0 1.00

Styrene ND 1.0 1.00

1,1,1,2-Tetrachloroethane ND 1.0 1.00

1,1,2,2-Tetrachloroethane ND 2.0 1.00

Tetrachloroethene ND 1.0 1.00

Toluene ND 1.0 1.00

1,2,3-Trichlorobenzene ND 2.0 1.00

1,2,4-Trichlorobenzene ND 2.0 1.00

1,1,1-Trichloroethane ND 1.0 1.00

1,1,2-Trichloroethane ND 1.0 1.00

1,1,2-Trichloro-1,2,2-Trifluoroethane ND 10 1.00

Trichloroethene ND 2.0 1.00

Trichlorofluoromethane ND 10 1.00

1,2,3-Trichloropropane ND 2.0 1.00

1,2,4-Trimethylbenzene ND 2.0 1.00

1,3,5-Trimethylbenzene ND 2.0 1.00

Vinyl Acetate ND 10 1.00

Vinyl Chloride ND 1.0 1.00

p/m-Xylene ND 2.0 1.00

o-Xylene ND 1.0 1.00

Methyl-t-Butyl Ether (MTBE) ND 2.0 1.00

Tert-Butyl Alcohol (TBA) ND 20 1.00

Diisopropyl Ether (DIPE) ND 1.0 1.00

Ethyl-t-Butyl Ether (ETBE) ND 1.0 1.00

Tert-Amyl-Methyl Ether (TAME) ND 1.0 1.00

Ethanol ND 500 1.00

Surrogate Rec. (%) Control Limits Qualifiers

1,4-Bromofluorobenzene 100 80-120

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 5035

Method: EPA 8260B

Units: ug/kg

Project: SDSU Mission Valley / SD605 Page 20 of 21
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Surrogate Rec. (%) Control Limits Qualifiers

Dibromofluoromethane 102 79-133

1,2-Dichloroethane-d4 106 71-155

Toluene-d8 100 80-120

Analytical Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 5035

Method: EPA 8260B

Units: ug/kg

Project: SDSU Mission Valley / SD605 Page 21 of 21
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Quality Control Sample ID Type Matrix Instrument Date Prepared Date Analyzed MS/MSD Batch Number

19-05-0206-1 Sample Solid GC 50 05/03/19 05/03/19 17:44 190503S08

19-05-0206-1 Matrix Spike Solid GC 50 05/03/19 05/03/19 17:02 190503S08

19-05-0206-1 Matrix Spike Duplicate Solid GC 50 05/03/19 05/03/19 17:22 190503S08

Parameter Sample
Conc.

Spike
Added

MS
Conc.

MS
%Rec.

MSD
Conc.

MSD
%Rec.

%Rec. CL RPD RPD CL Qualifiers

TPH as Diesel ND 400.0 366.7 92 369.7 92 64-130 1 0-15

Quality Control - Spike/Spike Duplicate

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 3550B

Method: EPA 8015B (M)

Project: SDSU Mission Valley / SD605 Page 1 of 2

   RPD: Relative Percent Difference.     CL: Control Limits
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Quality Control Sample ID Type Matrix Instrument Date Prepared Date Analyzed MS/MSD Batch Number

19-04-2219-1 Sample Aqueous GC 25 05/01/19 05/01/19 14:21 190501S020

19-04-2219-1 Matrix Spike Aqueous GC 25 05/01/19 05/01/19 14:54 190501S020

19-04-2219-1 Matrix Spike Duplicate Aqueous GC 25 05/01/19 05/01/19 15:28 190501S020

Parameter Sample
Conc.

Spike
Added

MS
Conc.

MS
%Rec.

MSD
Conc.

MSD
%Rec.

%Rec. CL RPD RPD CL Qualifiers

GRO (C4-C12) Total ND 2000 2224 111 2238 112 68-122 1 0-25

Quality Control - Spike/Spike Duplicate

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 5030C

Method: EPA 8015B (M)

Project: SDSU Mission Valley / SD605 Page 2 of 2

   RPD: Relative Percent Difference.     CL: Control Limits
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Quality Control Sample ID Type Matrix Instrument Date Prepared Date Analyzed LCS/LCSD Batch Number

099-15-542-401 LCS Aqueous GC 47 05/02/19 05/02/19 12:36 190502B01B

099-15-542-401 LCSD Aqueous GC 47 05/02/19 05/02/19 12:58 190502B01B

Parameter Spike Added LCS   Conc. LCS
%Rec.

LCSD Conc. LCSD
%Rec.

%Rec. CL RPD RPD CL Qualifiers

TPH as Diesel 2000 2150 107 2069 103 69-123 4 0-30

Quality Control - LCS/LCSD

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 3510C

Method: EPA 8015B (M)

Project: SDSU Mission Valley / SD605 Page 1 of 9

   RPD: Relative Percent Difference.     CL: Control Limits
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Quality Control Sample ID Type Matrix Instrument Date Prepared Date Analyzed LCS Batch Number

099-15-582-569 LCS Solid GC 50 05/03/19 05/03/19 16:42 190503B08C

Parameter Spike Added Conc. Recovered LCS %Rec. %Rec. CL Qualifiers

TPH as Diesel 400.0 371.1 93 75-117

Quality Control - LCS

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 3550B

Method: EPA 8015B (M)

Project: SDSU Mission Valley / SD605 Page 2 of 9

   RPD: Relative Percent Difference.     CL: Control Limits
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Quality Control Sample ID Type Matrix Instrument Date Prepared Date Analyzed LCS/LCSD Batch Number

099-13-043-922 LCS Solid GC 4 05/01/19 05/01/19 14:24 190501L024

099-13-043-922 LCSD Solid GC 4 05/01/19 05/01/19 14:57 190501L024

Parameter Spike Added LCS   Conc. LCS
%Rec.

LCSD Conc. LCSD
%Rec.

%Rec. CL RPD RPD CL Qualifiers

GRO (C4-C12) Total 2.000 1.764 88 1.596 80 55-139 10 0-25

Quality Control - LCS/LCSD

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 5035

Method: EPA 8015B (M)

Project: SDSU Mission Valley / SD605 Page 3 of 9

   RPD: Relative Percent Difference.     CL: Control Limits
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Quality Control Sample ID Type Matrix Instrument Date Prepared Date Analyzed LCS/LCSD Batch Number

099-13-047-756 LCS Aqueous GC 25 05/01/19 05/01/19 12:07 190501L047

099-13-047-756 LCSD Aqueous GC 25 05/01/19 05/01/19 12:40 190501L047

Parameter Spike Added LCS   Conc. LCS
%Rec.

LCSD Conc. LCSD
%Rec.

%Rec. CL RPD RPD CL Qualifiers

GRO (C4-C12) Total 2000 2232 112 2223 111 78-120 0 0-25

Quality Control - LCS/LCSD

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Group Delta Consultants, Inc.

370 Amapola Avenue, Suite 212

Torrance, CA 90501-7243

Date Received: 04/30/19

Work Order: 19-04-2362

Preparation: EPA 5030C

Method: EPA 8015B (M)

Project: SDSU Mission Valley / SD605 Page 4 of 9

   RPD: Relative Percent Difference.     CL: Control Limits
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Quality Control Sample ID Type Matrix Instrument Date Prepared Date Analyzed LCS/LCSD Batch Number

099-14-001-28690 LCS Aqueous GC/MS PP 05/04/19 05/04/19 19:50 190504L016

099-14-001-28690 LCSD Aqueous GC/MS PP 05/04/19 05/04/19 20:21 190504L016

Parameter Spike
Added

LCS   Conc. LCS
%Rec.

LCSD
Conc.

LCSD
%Rec.

%Rec. CL ME CL RPD RPD CL Qualifiers

Acetone 50.00 40.14 80 42.43 85 53-137 39-151 6 0-21

Benzene 50.00 49.64 99 51.89 104 79-121 72-128 4 0-20

Bromobenzene 50.00 53.63 107 56.03 112 80-120 73-127 4 0-20

Bromochloromethane 50.00 54.09 108 54.78 110 80-122 73-129 1 0-20

Bromodichloromethane 50.00 53.41 107 54.93 110 80-124 73-131 3 0-20

Bromoform 50.00 49.56 99 51.67 103 73-127 64-136 4 0-20

Bromomethane 50.00 41.97 84 43.27 87 50-150 33-167 3 0-26

2-Butanone 50.00 42.60 85 42.79 86 60-126 49-137 0 0-20

n-Butylbenzene 50.00 49.91 100 52.80 106 72-138 61-149 6 0-20

sec-Butylbenzene 50.00 48.06 96 51.47 103 77-131 68-140 7 0-20

tert-Butylbenzene 50.00 52.26 105 56.83 114 80-125 72-132 8 0-20

Carbon Disulfide 50.00 51.14 102 53.31 107 50-150 33-167 4 0-22

Carbon Tetrachloride 50.00 48.60 97 50.57 101 65-143 52-156 4 0-20

Chlorobenzene 50.00 50.70 101 52.54 105 80-120 73-127 4 0-20

Chloroethane 50.00 46.04 92 48.14 96 62-128 51-139 4 0-20

Chloroform 50.00 50.19 100 51.79 104 80-120 73-127 3 0-20

Chloromethane 50.00 42.19 84 43.83 88 43-133 28-148 4 0-20

2-Chlorotoluene 50.00 52.83 106 55.33 111 80-121 73-128 5 0-20

4-Chlorotoluene 50.00 49.72 99 52.18 104 80-120 73-127 5 0-20

Dibromochloromethane 50.00 52.45 105 54.15 108 80-123 73-130 3 0-20

1,2-Dibromo-3-Chloropropane 50.00 46.56 93 48.43 97 66-126 56-136 4 0-20

1,2-Dibromoethane 50.00 53.11 106 54.32 109 80-120 73-127 2 0-20

Dibromomethane 50.00 50.79 102 51.35 103 80-120 73-127 1 0-20

1,2-Dichlorobenzene 50.00 50.48 101 52.45 105 80-120 73-127 4 0-20

1,3-Dichlorobenzene 50.00 49.39 99 52.45 105 80-120 73-127 6 0-20

1,4-Dichlorobenzene 50.00 48.33 97 51.29 103 80-120 73-127 6 0-20

Dichlorodifluoromethane 50.00 47.81 96 50.93 102 50-150 33-167 6 0-30

1,1-Dichloroethane 50.00 43.25 86 44.82 90 72-126 63-135 4 0-20

1,2-Dichloroethane 50.00 55.22 110 57.33 115 76-120 69-127 4 0-20

1,1-Dichloroethene 50.00 52.71 105 54.87 110 66-132 55-143 4 0-20

c-1,2-Dichloroethene 50.00 53.75 107 55.25 110 78-120 71-127 3 0-20

t-1,2-Dichloroethene 50.00 50.84 102 52.55 105 66-132 55-143 3 0-20

1,2-Dichloropropane 50.00 48.75 98 50.55 101 80-120 73-127 4 0-20

1,3-Dichloropropane 50.00 49.37 99 50.61 101 80-120 73-127 2 0-20

2,2-Dichloropropane 50.00 53.69 107 54.77 110 50-150 33-167 2 0-20

1,1-Dichloropropene 50.00 49.33 99 51.06 102 75-123 67-131 3 0-20

Quality Control - LCS/LCSD

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501
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Total number of LCS compounds: 71

Total number of ME compounds: 0

Parameter Spike
Added

LCS   Conc. LCS
%Rec.

LCSD
Conc.

LCSD
%Rec.

%Rec. CL ME CL RPD RPD CL Qualifiers

c-1,3-Dichloropropene 50.00 50.02 100 51.61 103 77-131 68-140 3 0-20

t-1,3-Dichloropropene 50.00 47.69 95 48.25 96 76-136 66-146 1 0-20

Ethylbenzene 50.00 51.78 104 54.31 109 80-120 73-127 5 0-20

2-Hexanone 50.00 45.44 91 46.59 93 63-123 53-133 2 0-20

Isopropylbenzene 50.00 52.24 104 55.19 110 80-128 72-136 5 0-20

p-Isopropyltoluene 50.00 50.61 101 54.03 108 73-133 63-143 7 0-20

Methylene Chloride 50.00 48.68 97 50.01 100 61-133 49-145 3 0-27

4-Methyl-2-Pentanone 50.00 45.24 90 47.67 95 65-125 55-135 5 0-20

Naphthalene 50.00 44.63 89 45.95 92 69-129 59-139 3 0-20

n-Propylbenzene 50.00 52.66 105 55.90 112 80-128 72-136 6 0-20

Styrene 50.00 54.18 108 57.03 114 80-126 72-134 5 0-20

1,1,1,2-Tetrachloroethane 50.00 54.55 109 55.94 112 80-129 72-137 3 0-20

1,1,2,2-Tetrachloroethane 50.00 46.02 92 47.82 96 74-122 66-130 4 0-20

Tetrachloroethene 50.00 38.63 77 35.44 71 55-139 41-153 9 0-23

Toluene 50.00 49.93 100 52.96 106 80-120 73-127 6 0-20

1,2,3-Trichlorobenzene 50.00 46.57 93 47.97 96 72-132 62-142 3 0-20

1,2,4-Trichlorobenzene 50.00 48.81 98 51.24 102 74-134 64-144 5 0-20

1,1,1-Trichloroethane 50.00 50.91 102 52.89 106 76-124 68-132 4 0-20

1,1,2-Trichloro-1,2,2-
Trifluoroethane

50.00 56.18 112 58.61 117 54-150 38-166 4 0-30

1,1,2-Trichloroethane 50.00 51.18 102 52.41 105 80-120 73-127 2 0-20

Trichloroethene 50.00 52.51 105 55.47 111 79-121 72-128 5 0-20

Trichlorofluoromethane 50.00 53.64 107 55.48 111 72-132 62-142 3 0-20

1,2,3-Trichloropropane 50.00 50.72 101 51.68 103 75-123 67-131 2 0-20

1,2,4-Trimethylbenzene 50.00 48.99 98 51.87 104 74-128 65-137 6 0-20

1,3,5-Trimethylbenzene 50.00 52.92 106 54.98 110 77-131 68-140 4 0-20

Vinyl Acetate 50.00 62.68 125 64.74 129 50-150 33-167 3 0-20

Vinyl Chloride 50.00 44.09 88 45.57 91 63-129 52-140 3 0-20

p/m-Xylene 100.0 103.7 104 108.4 108 80-122 73-129 4 0-20

o-Xylene 50.00 52.20 104 55.12 110 80-128 72-136 5 0-20

Methyl-t-Butyl Ether (MTBE) 50.00 40.69 81 41.22 82 69-123 60-132 1 0-20

Tert-Butyl Alcohol (TBA) 250.0 259.6 104 260.3 104 80-124 73-131 0 0-20

Diisopropyl Ether (DIPE) 50.00 47.29 95 48.51 97 79-121 72-128 3 0-20

Ethyl-t-Butyl Ether (ETBE) 50.00 41.77 84 42.88 86 71-125 62-134 3 0-20

Tert-Amyl-Methyl Ether (TAME) 50.00 46.49 93 48.00 96 70-124 61-133 3 0-20

Ethanol 500.0 580.3 116 532.3 106 53-149 37-165 9 0-24

Quality Control - LCS/LCSD
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Total number of ME compounds allowed: 4

LCS ME CL validation result: Pass

Quality Control - LCS/LCSD
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Total number of LCS compounds: 19

Total number of ME compounds: 0

Total number of ME compounds allowed: 1

LCS ME CL validation result: Pass

Quality Control Sample ID Type Matrix Instrument Date Prepared Date Analyzed LCS/LCSD Batch Number

095-01-025-31009 LCS Solid GC/MS QQ 05/03/19 05/03/19 10:18 190503L015

095-01-025-31009 LCSD Solid GC/MS QQ 05/03/19 05/03/19 10:47 190503L015

Parameter Spike
Added

LCS   Conc. LCS
%Rec.

LCSD
Conc.

LCSD
%Rec.

%Rec. CL ME CL RPD RPD CL Qualifiers

Benzene 50.00 50.50 101 49.73 99 80-120 73-127 2 0-20

Carbon Tetrachloride 50.00 54.28 109 52.43 105 65-137 53-149 3 0-20

Chlorobenzene 50.00 50.08 100 49.26 99 80-120 73-127 2 0-20

1,2-Dibromoethane 50.00 51.35 103 51.64 103 80-120 73-127 1 0-20

1,2-Dichlorobenzene 50.00 51.48 103 51.17 102 80-120 73-127 1 0-20

1,2-Dichloroethane 50.00 51.45 103 50.82 102 80-120 73-127 1 0-20

1,1-Dichloroethene 50.00 53.05 106 52.63 105 68-128 58-138 1 0-20

Ethylbenzene 50.00 53.54 107 52.30 105 80-120 73-127 2 0-20

Toluene 50.00 51.18 102 50.18 100 80-120 73-127 2 0-20

Trichloroethene 50.00 49.86 100 48.99 98 80-120 73-127 2 0-20

Vinyl Chloride 50.00 46.57 93 45.24 90 67-127 57-137 3 0-20

p/m-Xylene 100.0 110.8 111 108.2 108 75-125 67-133 2 0-25

o-Xylene 50.00 52.51 105 51.49 103 75-125 67-133 2 0-25

Methyl-t-Butyl Ether (MTBE) 50.00 43.68 87 43.85 88 70-124 61-133 0 0-20

Tert-Butyl Alcohol (TBA) 250.0 258.3 103 248.5 99 73-121 65-129 4 0-20

Diisopropyl Ether (DIPE) 50.00 50.69 101 50.44 101 69-129 59-139 0 0-20

Ethyl-t-Butyl Ether (ETBE) 50.00 47.40 95 47.72 95 70-124 61-133 1 0-20

Tert-Amyl-Methyl Ether (TAME) 50.00 51.47 103 51.98 104 74-122 66-130 1 0-20

Ethanol 500.0 559.0 112 515.2 103 51-135 37-149 8 0-27

Quality Control - LCS/LCSD
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Total number of LCS compounds: 19

Total number of ME compounds: 0

Total number of ME compounds allowed: 1

LCS ME CL validation result: Pass

Quality Control Sample ID Type Matrix Instrument Date Prepared Date Analyzed LCS/LCSD Batch Number

095-01-025-31015 LCS Solid GC/MS QQ 05/06/19 05/06/19 10:15 190506L015

095-01-025-31015 LCSD Solid GC/MS QQ 05/06/19 05/06/19 10:44 190506L015

Parameter Spike
Added

LCS   Conc. LCS
%Rec.

LCSD
Conc.

LCSD
%Rec.

%Rec. CL ME CL RPD RPD CL Qualifiers

Benzene 50.00 48.21 96 49.38 99 80-120 73-127 2 0-20

Carbon Tetrachloride 50.00 51.78 104 52.95 106 65-137 53-149 2 0-20

Chlorobenzene 50.00 47.15 94 48.98 98 80-120 73-127 4 0-20

1,2-Dibromoethane 50.00 47.99 96 50.76 102 80-120 73-127 6 0-20

1,2-Dichlorobenzene 50.00 48.22 96 50.55 101 80-120 73-127 5 0-20

1,2-Dichloroethane 50.00 48.21 96 49.00 98 80-120 73-127 2 0-20

1,1-Dichloroethene 50.00 51.51 103 53.15 106 68-128 58-138 3 0-20

Ethylbenzene 50.00 50.47 101 52.22 104 80-120 73-127 3 0-20

Toluene 50.00 48.96 98 50.31 101 80-120 73-127 3 0-20

Trichloroethene 50.00 47.62 95 49.09 98 80-120 73-127 3 0-20

Vinyl Chloride 50.00 49.24 98 48.33 97 67-127 57-137 2 0-20

p/m-Xylene 100.0 104.5 105 107.7 108 75-125 67-133 3 0-25

o-Xylene 50.00 49.61 99 51.56 103 75-125 67-133 4 0-25

Methyl-t-Butyl Ether (MTBE) 50.00 42.56 85 44.23 88 70-124 61-133 4 0-20

Tert-Butyl Alcohol (TBA) 250.0 234.2 94 238.7 95 73-121 65-129 2 0-20

Diisopropyl Ether (DIPE) 50.00 49.17 98 51.17 102 69-129 59-139 4 0-20

Ethyl-t-Butyl Ether (ETBE) 50.00 45.86 92 47.73 95 70-124 61-133 4 0-20

Tert-Amyl-Methyl Ether (TAME) 50.00 49.20 98 51.67 103 74-122 66-130 5 0-20

Ethanol 500.0 487.5 98 462.0 92 51-135 37-149 5 0-27

Quality Control - LCS/LCSD
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Method Extraction Chemist ID Instrument Analytical Location

EPA 8015B (M) EPA 5035 607 GC 4 2

EPA 8015B (M) EPA 3510C 972 GC 47 1

EPA 8015B (M) EPA 3550B 972 GC 50 1

EPA 8015B (M) EPA 5030C 1161 GC 25 2

EPA 8260B EPA 5035 486 GC/MS QQ 2

EPA 8260B EPA 5030C 1191 GC/MS PP 2

Sample Analysis Summary Report

7440 Lincoln Way, Garden Grove, CA 92841-1427    •    TEL: (714) 895-5494    •    FAX: (714) 894-7501

Work Order: 19-04-2362 Page 1 of 1

   Location 1: 7440 Lincoln Way, Garden Grove, CA 92841

   Location 2: 7445 Lampson Avenue, Garden Grove, CA 92841
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Qualifiers Definition

* See applicable analysis comment.

< Less than the indicated value.

> Greater than the indicated value.

1 Surrogate compound recovery was out of control due to a required sample dilution.  Therefore, the sample data was reported without further
clarification.

2 Surrogate compound recovery was out of control due to matrix interference.  The associated method blank surrogate spike compound was
in control and, therefore, the sample data was reported without further clarification.

3 Recovery of the Matrix Spike (MS) or Matrix Spike Duplicate (MSD) compound was out of control due to suspected matrix interference. The
associated LCS recovery was in control.

4 The MS/MSD RPD was out of control due to suspected matrix interference.

5 The PDS/PDSD or PES/PESD associated with this batch of samples was out of control due to suspected matrix interference.

6 Surrogate recovery below the acceptance limit.

7 Surrogate recovery above the acceptance limit.

B Analyte was present in the associated method blank.

BU Sample analyzed after holding time expired.

BV Sample received after holding time expired.

CI See case narrative.

E Concentration exceeds the calibration range.

ET Sample was extracted past end of recommended max. holding time.

HD The chromatographic pattern was inconsistent with the profile of the reference fuel standard.

HDH The sample chromatographic pattern for TPH matches the chromatographic pattern of the specified standard but heavier hydrocarbons
were also present (or detected).

HDL The sample chromatographic pattern for TPH matches the chromatographic pattern of the specified standard but lighter hydrocarbons were
also present (or detected).

J Analyte was detected at a concentration below the reporting limit and above the laboratory method detection limit.  Reported value is
estimated.

JA Analyte positively identified but quantitation is an estimate.

ME LCS Recovery Percentage is within Marginal Exceedance (ME) Control Limit range (+/- 4 SD from the mean).

ND Parameter not detected at the indicated reporting limit.

Q Spike recovery and RPD control limits do not apply resulting from the parameter concentration in the sample exceeding the spike
concentration by a factor of four or greater.

SG The sample extract was subjected to Silica Gel treatment prior to analysis.

X % Recovery and/or RPD out-of-range.

Z Analyte presence was not confirmed by second column or GC/MS analysis.

Solid - Unless otherwise indicated, solid sample data is reported on a wet weight basis, not corrected for % moisture. All QC results are
reported on a wet weight basis.

Any parameter identified in 40CFR Part 136.3 Table II that is designated as "analyze immediately" with a holding time of <= 15 minutes
(40CFR-136.3 Table II, footnote 4), is considered a "field" test and the reported results will be qualified as being received outside of the
stated holding time unless received at the laboratory within 15 minutes of the collection time.

A calculated total result (Example: Total Pesticides) is the summation of each component concentration and/or, if "J" flags are reported,
estimated concentration.  Component concentrations showing not detected (ND) are summed into the calculated total result as zero
concentrations.

Glossary of Terms and Qualifiers
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1

Vikas Patel

From: Allison Bieda <allisonb@groupdelta.com>
Sent: Wednesday, May 01, 2019 9:50 AM
To: Erick Ovalle; Alexandre Santini
Cc: Vikas Patel
Subject: Re: SDSU Mission Valley / SD605.05 - 19-04-2362 - Sample Receipt Confirmation & 

COC Document

Hi Eric,  
Solid samples are correct for those samples. I mismarked the COC and wrote H2O for all samples which is incorrect. 
Thank you. 
‐Allison 
 
Get Outlook for iOS 
  

From: Erick Ovalle <erickovalle@eurofinsus.com> 
Sent: Wednesday, May 1, 2019 9:48 AM 
To: Alexandre Santini; Allison Bieda 
Cc: Vikas Patel 
Subject: SDSU Mission Valley / SD605.05 ‐ 19‐04‐2362 ‐ Sample Receipt Confirmation & COC Document  
  
Mimecast Attachment Protection has deemed this file to be safe, but always exercise caution when opening files. 

  
  
Sample receipt confirmation attached.  Please review and advise of any changes required.  
  
Sample 2,4,6,8,10: We received solid samples instead of water samples as listed on the COC.  
  

 
  
Please call with any questions or concerns. 
  
Best Regards, 
Erick Ovalle 
Project Manager Assistant 
 
Eurofins Calscience 
7440 Lincoln Way 
Garden Grove, CA 92841‐1427 
USA 
Phone: +1 (714) 895‐5494 
  
The information transmitted is intended only for the person or entity to which it is addressed and may contain confidential and/or privileged material. Any 
review, retransmission, dissemination or other use of, or taking of any action in reliance upon this information by persons or entities other than the intended 
recipient is prohibited. If you receive this in error, please contact the sender and delete the material from any computer. Email transmission cannot be 
guaranteed to be secure or error free as information could be intercepted, corrupted, lost, destroyed, arrive late or incomplete. The sender therefore is in no 
way liable for any errors or omissions in the content of this message which may arise as a result of email transmission. If verification is required, please 
request a hard copy. We take reasonable precautions to ensure our emails are free from viruses. You need, however, to verify that this email and any 
attachments are free of viruses, as we can take no responsibility for any computer viruses, which might be transferred by way of this email. We may monitor 
all email communication through our networks. If you contact us by email, we may store your name and address to facilitate communication. 
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